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ABSTRACT

The primary objective of this program was to examine and evaluate the

protection afforded by the types of structures found in the National Fallout

Shelter Survey (NFSS) against the combined effects of nuclear weapons. Since

a major criterion for the designation o£ the NFSS structures was the radiation

protection factor (PF) of the structure, the approach adopted in this investi-

gation -was to examine the sensitivity of the PF for idealized building situa-

tions to alteration by air blast and fire damage. To accomplish this, interim

techniques were developed for estimation of the air blast loading and damage,1 to selected types of structures. These techniques were developed by uti-izing

available experimental data together with engineering judgment to modify cur-
rent generalized blast loading schemes. The procedure adopted to predict

damage was to determine the blast loading on each building component and then

to compare this loading with the failure loading for the component.

Similarly, by utilizing fire prediction information, a method was developed
for determining the fire damage within the building. To predict damage to the

various building elements by this procedure, the duration of the peak fire was

calculated and then compared with the rated resistance of the components.

-
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Section 1

INTRODUCTION

ill Under Subcontract No. B-81868 (4949A-44)-US, URS Corporation has

conducted an investigation of the interaction of nuclear weapon effects

and typical shelter structures for the Office of Civil Defense. The

purpose of the study was to investigate and evaluate the sensitivity of

the protection level afforded by the various types of structures found`IJ in the National Fallout Shelter Survey (NFSS), against the combined effects

of nuclear weapons. The initial effort was primarily concerned with the

establishment of procedures to assess the damage due to air blast and

thermal radiation, and to apply these procedures to estimate the damage

and the change in radiation fallout protection &actor (PF) of idealized

structures. An important corollary of the study was to identify and

' i delineate the important problem areas requiring further research.

BACKGROUND

Since the advent of nuclear weapons, considerable effort has been

expended to investigate the loading and response of structures and mammals

to nuclear blast, the effects of nuclear radiation and methods to protect

against it, and the ignition and after-effects of fires generated by thermal

radiation. Although structures have been included in nuclear field tests

to determine their adequacy in resisting combined nuclear effects, the

structural configurations and test parameters investigated have been limited

in scope. Also, for the most part, the various effects have been studied

and prediction methods developed without consideration for the interrelation-

ships between the phenomena. For instance, the protection afforded by a

particular structure in an idealized nuclear radiation environment has been

studied extensively, and the radiation protection factors have been determined

by methods which are independent of the structural behavior under blast

loading. Generally, an engineer concerned with designing for combined

nuclear effects has relied on his engineering knowledge of the total

environment, rather than, on specific guidelines based on research information.

*t*
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The criterion for the designation of the National Fallout Shelter

Survey ,structures was the radiation protection, or protection factor (PF),

afforded by the structure. As long as a shelter is not located in the

immediate vicinity of a nuclear explosion, the PF is the most meaningful

measure of the shelter protection value. However, as the distance from

ground zero is decreased,. the blast overpressure and thermal radiation

become increasingly importan.. It is axiomatic that the areas of blast,

nuclear radiation, and thermal radiation effects overlap and that, in such

areas, the combined nuclear weapons effects must be considered to adequately

describe the protection level of a particular shelter.

Consider the effect of a nuclear explosion on a structure with an

interior designated shelter area located in the blast region. -Simultaneously

with the diffraction around the structure, the pressure wave will enter the

structure through doors and through openings created by rapid failure of

frangible walls and glass. Even if the shelter area is so located that it

is unaffected- by the exterior-wall debris, the entering blast. wave could

produce body translation within the shelter space, as well as internal

flying objects. Although considerable research has been cdnducted to
determine the effect of blast waves on mammals (for instance, Ref. 1), it

is important to note that the, internal pressure -time environme.nt- created

by a shock wave entering complex geometric configurations is not well defined.-

-Depending on the loading function, resistance, geometry, and period of

vibration of the exterior wails, interior Cpartitions, floors, roofs, and

structural framing, portions or all of the structure could -fail or be damaged

It should be noted that the PF relates the dose in -the shelter to some
standard idea-lized conditions and not to .conditions outside the building
housing the shelter.

I In the; review of the nuclear weapons blast data conducted by URS for the,
research reporited in Ref. 2. it -was f1und :hat there was. only limited
infor-mcation concerning the, internal enVrirom1ent -resulting from blast waves
,entering structures through-openigs. It is important to emphasize that

the paucity of information in this area prevents the formulation -of,
ratilonal 'prediction schemes- f6r the pressure -time distribution Within
§omplex geometries,, Which is required bfor a rational evaluation of the
possible damage to sheilterees.
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during or shortly after impingement and passage of the blast wave. Impacting

T debris could alter significantly the structural integrity of the shelter

area and drastically modify -its level of protection from other effects.

The thermal radiation from a nuclear detonation can cause simultaneous

ignition in fine kindling fuels over large areas. A fraction of these

kindling fuels, those suitably located with respect to heavier fuels, can

cause small fires, some of which can, in turn, grow and merge into large

fires. In addition to direct physical damage to the shelter or shelter

facilities, air blast may set the stage for further destruction by making

the structure more vulnerable to fire or by producing secondary ignitions.

Air flow through the building may be less restricted due to breakage .of

window glass and blowr-out or damaged panels. Combustible materials could

be exposed, fire-protective coverings disrupted, and fire control made

ineffective by immobilization of fire;f-ighting equipment and personnel. Also,

fire may cause additional structural failure and debris production (Ref. 3).

In any event, an important consideration for shelters located throughout the

thermally affected area is the sensitivity of the protection level to both

direct and secondary ignitions.

Since various levels of blast and fire damage to a structure can

drastically affect the radiation-shielding characteristics of -desighated

-shelter arcas, it is necessary to have available methods for evaluating the

combined weapon effects. Such procedures would provide the basis for detailed

"prediction of damage to NFSS shelters, both for planning--purposes ýand- for

"evaluating the cost of increased fire and blast protection. In this'study,

URS has attempted to utilize current information to develop methods for

predicting the integrated effects of nuclear weapons on. the buildings of

interest. The approach, and limitations -of the initial investigation are

presented in the following subsect-ion.

APPROACH

Since this Study involved -the complex interacting effects of- radiation,

S-fire, and blast for a very: brjad range -of possible types, of budidingig,, it

became necessary to limit the investigation to the most important atpects of
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both the weapon effects -and, the building types.. To establish the principal

types of construction in use •a 4NFSS shelter structures, an examination was

made of the availablepublished information., In general,, it was found that

the large majority of NFSS buildings belonged to-one of the following four

categories: wood frame,, masonry load bearing wall-, multistory reinforced

concrete frame, imd multistory steel frame. Furthermore, it- was- 'also found

that over 90 percent of the buildings -could be included in, the three types of

masonry load-bearing wall and steel and reinforced concrete frame. (Refs'. 4,

5, 6, 7 and 8). To develop the damage prediction techniques- presented in

Section 2, it was concluded that the current knowledge of the blast loading

and response, and fire rating of large-multistory structures precluded,

differentiatifig between structures with a steel or reinforced concrete frame.

Therefore, for the purpose of this study-, only '4wo. framing categories were

selected for further study: the load-bearing wall and the multistory frame.

In addition, during this phase of the study, information, on component

building elements required for the damage ýassesment was catalogued. Since

these data are important to PF calculations, fire rating,, and blast-resistance

estimates,, sketches of the more important types of components are included

in Appendix A.

Because of the complexity entailed in considering the nuclear weapon

-effects in detail for the large variety- of multistory b~uildings of interest,

it became apparent during the initial- period of this investigation that it

would be advantageous to!make an initial, cqusory examination of the possible

damage parameters. Essentialfly, this was a screeiiing, process to determine

the important parameters requiring further -treatment. For example, an- ex-

amination was made of the effect of ingress of- fallout into a building, based

on the assumption that the windows had been removed by the air blast or fire.

Although current predictioin, methods are inadequate -to determine the actual

percentage of ingress or its distribution, its. relative importance can be

demonstrated by ideal ized building situations,, By assuming various building

confi'gurations and percentages Of-fallout ingress,, it was shown that ingress

could b6- an important factor in reducing the PF of some, but not all,, shelters.

It could- be concluded, therefore, that -the possibility of window breakage and
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the subsequent ingress of fallout into areas of the building adjacent to

shelter spaces must be a consideration in any analysis of shelters located

in air blast regions.

1 From the initial examination, it was concluded that current information

was inadequate to establish general prediction schemes or even ground rules

"fo-r the large variety of conceivable situations. However, it was found

that meaningful information could be obtained by an examination of limited

key situations. This procedure was felt to be adequate at this time since

a primary goal of this study was to identify and delineate the important

problem areas, even if adequate prediction methods were unavailable or could

A3 not be devised within the limits of the program.

Therefore, to demonstrate the protection level sensitivity of typical
SNFSS building construction, idealized buildings were selected for detailed

investigation. In this manner,, rational estimates of the interacting

weapon ef-fects could be made for comparative purposes and would provide

the basis for recommendations. of future research. It should be noted that

the prediction methods presented in this report should be considered as

interim procedures, to be-modified and upgraded as the result of additional

studies.

REPORT ORGANIZATION

Section 2 contains a discussionand presentation of the methods used in

this investigation to determine the protection factor and to predict air

blast )and fire damage. The use of these techniques is demonstrated in Section

3 by first performing a damage analysis of three idealized structures and

then calculating the change in PF for typical shelter areas at various levels

of damage to each building. 'The conclusions and recommendations for further

research to upgrade the prediction techniques are presented in Section 4.

"Sketches of Various typical building, elements which are useful when making

radiation and damage calculations are included in Appendix A. A sample

calculation of the Pressure buildup as a result of a blast wave entering a

room is shown in Appendix, B.
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Section 2

PREDICTION METHODS
ii INTRODUCTION

It was not the intention during this investigation to extend the state

of knowledge in any of theareas of nuclear weapon effects. Rather, it,wasthe intent to utilize-existing information to establish methods for evaluating

the protection level sensitivity Of 'the types of construction found in NFSS

structures. This required a process of selection or modification of conven-

tional methods for predicting the fallout protection factori the fire

damage, and the air blast damage-. The prediction methods used in this.

investigation are presented in the following sections.

PROTECTION FACTOR PREDICTION

I iThe protection factor (PF) of a shelter is essentially a determinable
quantity, i.e., once the geometry and mass thickness of the components are

defined, established methods are available for calculating the PF. Conse-

quently, in this study Very little effort was devoted to generating new

j) information or modifying existing techniques in the area of nuclear radiation

effects.

* Defining the geometry and mass thicknesses after the structure has been

damaged by blast and/or fire is less determinable than it was prior to damage.

For the real case, a structure that was originally of uniform construction
would be in a decidely nonuniform condition as 'a result of partial damage.

'., However to simplify the calculations, it was assumed for this study that

when the failure criterion was satisfied, the components of interest were

completely removed.

Another aspect of nuclear radiation effects that could not be handled 'by

- 1 J conventional techniques was the problem of ingress of fallout particles into

the structure. Methods are available for calculating the PF if the amount of

S ingress is known and the distribution is reasonably uniform. Unfortunately,
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no method is currently available for predicting the quantity of ingress, much

less the distribution, for even simple geometries.

As a matter of fact, very little definitive woi~k has been done to solve

this problem; however, the following preliminary studies are indicative of

what might occur if ingress is not prevented. Field measurements -:ere made

of ingress of nonradioactive particles of throwout from a volcano in Costa

Rica (Refs. 9 and 10). In the first study, the structure considered was a

one-story residence with a single 4-sq-ft opening and the following entry con-

ditions: natural ventilation; forced ventilation; and forced ventilation with

filtered air. In these tests the'mass loading (over a limited area adjacent

to the window) inside the house was 2 percent of that outside the house.

From these data• and the fact that the particles could easily be removed, it

was implied that ingress was not much of a problem.

However, in the second study, in -hith the structure of concern was, a

schoolroom with a much larger ratio of window area to wall area, the interior

mass loadings were significantly larger. In four tests- the average mass

loading over the entire room ranged from 5 to 15 percent of the exterior

loading, (Ref. 10). (To obtain the average mass loading, the total mass of

the ingress, in grams, was divided by the total area, inr square feet. The

percentage of ingress was determined by dividing the density of ingress

(gm/sq ft) by the density of the exterior deposit.) Although not too much

confidence can be placed on these limited results, there are a few points

worth mentioning in connection with this latter study. Intuitively, it

seems as though the amount of ingress would be a function of many parameters,

including such things as particle size, window area, wind speed, ratio of

window area to wall area, and ratio of" window area to floor area. it is

worthwhile to look at the Costa Rica tests to determine how theseparameters

compared. with typical conditions found in American construction, First,

the wind was variable, ranging from 0.7 to >12.0 fps,, secondly, thle parti-

cle size ranged from 44 to 350 A; thirdly, the ratio of window area to wall

area was 0.20; ,and fourthly, the ratio of window area• to floor area was

0.063. Thus, the winds were moderate, the particle size was within the

range of interest, and the ratio of window area to'wall area was consistent
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with construction practices in this country, as was the ratio of window area

to floor area.

The third source of information on experimental measurement of ingress

came from a model study conducted in a low-speed wind tunnel at Texas Engi-

neering Experimental Station (Ref. 11). In this reference, an example is pre-

sented in which the amount of ingress was calculated (based on the experi-

mentally obtained coefficients) for ideal conditions. For the particular

"circumstances indicated in the example, the interior and exterior mass load-
ings were equal.

Needless to say, there is still little information on which to base

predictions of the ingress of fallout into typical NFSS buildings. For

this reason it was decided to investigate the effects on the PF of a range

of values for the amount of ingress while assuming uniform distribution of

the material entering the building. The results of these calculations are

shown in Fig. 1. The uppermost curve represents a basement shelter with

the floor above consisting of 6 in. of reinforced concrete (X = 75 psf).

The total overhead mass, including floors and roof is equal to 250 psf.

The exterior walls have a mass thickness of 130 psf with 50 percent open-

ings. The floor area of the building equals 15,000 sq-ft. As little as

5 percent ingress spread uniformly over the floor above causes a reduction

in PF of about 80-percent. In the second case, the shelter was in the core

of the 10th floor of a 12-story building, with ingress spread around the

perimeter, i.e., the entire area between the interior partitions and the

exterior walls. (This structure is analyzed in detail in Section 3 and a

description of the building can be found there.) In this case. 5-percent

ingress causes a 50-percent reduction in PF. The lowermost curve pertains

to a 6-story structure with a core shelter on the 4th floor. In this

case, ingress has much less of an effect. These results are consistent

with those in Ref. 9, in which it was shown that the percent reduction in

PF (for a given amount of ingress) increased sharply as *he initial PF

increased. Although it can be argued that in the shelter with a high

* These results seem to be in contrast to the results of a study reported in
"T Ref. 12; however, the apparent anomalies are due to differences in the

assumed mass loadings, and the distributional patterns.

T'
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Fig. 1. Protection Factor Versus Ingress for Typical Shelters Within
Simplified Structures'



URS6583. 11

initial PF (Fig. 1), the final PF was still relatively large, account should

be taken of the reduction in PP in planning exit times, countermeasures, etc.

In the experimental studies mentioned above, it was determined that the

distribution of fallout was definitely nonuniform; but because of the paucity

of information regarding distributional patterns, it was assumed in the pres-

ent study that the particles were distributed uniformly over the floor.

Generally, the error due to this assumption should be less than the errorI inherent in the assumption of the magnitude of the average interior mass

loading. Because of the lack of sufficient information regarding the mag-

I nitude of the average density of ingress to be expected for the conditions

examined in the subsequent examples, it was assumed that the ingress was

10 percent of the exterior deposit.

The protection factors for the examples in Section 3 were calculated

j' by the Engineering Method in accordance with the procedures presented in

Ref. 13.

FIRE DAMAGE PREDICTIONS

Introduction
tu

Roughly one-third of the energy liberated in an ordinary air burst of

a nuclear weapon is in the form of thermal radiation, which can lead to

fires over large areas. The actual extent of the affected area is, of

course, a function of many parameters. In addition to the source param-

eters of importance, the extent of damage will also be strongly influenced

by the characteristics of the receiver. No attempt will be made to present

a sensitivity analysis of these parameters or even to list all of them;

rather, the reader is referred to Ref. 14, in which an excellent summary of

the state'of the art is presented.

In keeping with the approach outlined in Section 1, no effort has been
W.

made in this study to extend understanding of the basic phenomena; rather,

the objective has been to-utilize, wherever possible, existing information

on the thermal effects of nuclear weapons. Since this study was concerned

U.

WSW
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•-wth tha.'damageS t -se.ecQtAd- struncut. Infltd, by the COmbiPd- fefrts. of

nuclear weapons (as opposed to the total effects of fires alone), it was

restricted to an examination of fire histories within structures. By

restricting the area of concern to fire histories, it was anticipated that

the prediction of ignitions (whether primary, secondary, or by fire spread)

would be provided by other investigators.

Fire Damage Prediction Model

The specific objective of the fire damage prediction model is to esti-

mate the post-fire condition of the shelter, insofar as the shelter remains

adequate for attenuating the nuclear radiation associated with fallout.

Since a great deal of work has been done to classify buildings and compo-

nents with regard to their fire resistance, a method was sought by which

the fire ratings could be compared with the duration of the anticipated fires

in order to predict the reusability of the structure for shelter purposes.

Reference 15 presents a method for designing fire-resistant components-

that has been considered in Refs. 14 and 16 as the basis for evaluating fire

damage to urban areas. This scheme establishes an indirect relationship be-

tween the fire rating and the duration and severity of the anticipated fire.

This is done by comparing the area under the standard time- temperature

(t--T) curve* used in rating buildingmaterial with the area under the t- T

curve anticipated for the design conditions (See Fig. 2).

The anticipated-t--T curve for a particular occupancy can be obtained

from Table 1 and from the nonlinear curves in Fig. 3, which were taken from

Ref. 15. Knowing the unit fire load (psf) and the occupancy, the duration

can be obtained from the linear curves in that figure. With this information

the designer ban then select the appropriate component such that its equiva-

lent fire rating is greater than the time indicated on the standard, curve

in Fig. 2.** The basic assumption in this method is that the resistance is

"* "The standard time--temperature curve...is somewhere near the maximum
representative of the severity of a fire likely to occur in the complete
burn-out of a brick, wood-joisted building and its contents." (Ref. 15).

S** See the example presented in Fig. 3.
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I

I !e
I 15000 Ts
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Note: The area, expressed in degree-hours, under
the test curve and above a base line for
60-mmin is the same as the area under the
standard time-temperature curve for a 45-

min period. Therefore, the severity of the
fire under both curves is approximately
the same.

Fig. 2. Mect,,od for Obtaining the Equivalent -Fire Severity Curve
(From Ref. 15) -
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Table 1

FIRE SEVERITY EXPECTED BY OCCUPANCY

(See Fig. 3)

Temperature Curve A (Slight)

Well-arranged office, metal furniture, noncombustible-buildingt
Welding areas containing slight combustibles;.
Noncombustible power house.
Noncombustible buildings, slight amount of combustible occupancy.

Temperature Curve B (Moderate)

Cotton and wastepaper storage (baled")- and well-arranged., noncombustible
building.

Paper-making processes, nocbombustible building.
Noncombustible institutionýl buildings with combustible occupancy,

Temperature Curve C (Moderately Severe)

Well-arranged combustible storage, e.g,,, wooden patterns, noncombustible
buildings.

Machine shop having noncombustible floors.

Temperature, Curve ;D (Severe)

Manufacturing areas, combustibl1--products, noncombustible building.
Congested combustible storage areas, noncombustible building.

Temperature Curve A (Standard Fire Exposure - Severe)

Flammable liquids.
Woodworking areas.
Office, fombustibie furniture and buildings.
Paperworking, printing, etc.
Furniture manufacturing and finishing.
Machine shop having combustible floors,

(From Ref. 15)
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' Note: The straight lines -indicate the'length of fire endur-
anide basied'upon amounts of -combustibles involved.
The cu~rved l1ines- indicate the severityý expected' for

the ,various' occupancies (see, Table 1). There is no-
direct -relatton'ship btenthe straight and curved
lines, but, for example, -5 lb-of combustibles per
sq' lft *ill Produce -a 60-mmi -fire in, a "B" occupancy,
and a £Ir~e severity fdl"'lowing, -the time-�temperature
curve- "B might ýbe expected.; Then,if we assume that
the test curve, in- Fig. 2i.4 the "B i curve,,, a fire pro-ý
tectiopn' inex~cedss Of' 45 min Wouldt be0 keduired for the

- above cqokdtions,.

Fgi. 3.Possibl-e Classification -of Building Contents for Fire
Seveirity, andb~uration (From ,Ref. 1~)
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a function of both, severity and duration ,'However, because of a lack of in-

formation to support this assumption and because of the arbitrary nature of

the. t--T curves in Fig. 3,1 it was decided to base the .present model upon the

methods developed by Illinois Institute of Technology Research Institute

(11TRI) and presented in Refs. 17--19-

This investigation included studies of initial ignitions, fire histories,

and fire spread, a large portion, of which involved experimeintal studies of

fire histories within buildings. Consequentiy, the possibility existed for

adapting the information contained in Refs. 17--19' to predict the reusability

of buildings 'and their components for attenuating :nuclear radiation. Many

parameters ,were measured in. these experimental, studies, including such

things as- time to flashover, temperatures,-burning: rates, and time for

penetration of the walls, doors, and ceilings.. The quantities of most

interest to the prediction method presented herein' are :burning rates and

times for penetration.

Once the anticipated burning rate i's determined, the dur~ation of the

peak fir&, D, can be calculated, from the following equation:

D 0.5 WD = -- •(1)
'R

where W is the total weigh, 'of fuel (lb) and R is the mean •bUlning rate

(lb/mmn). The constant 0.5 was introduced to account fbr the fact that

,approximately 50 Ppercent of the fuel is- consumed during the time to peak

fire.

The mean burning rate can be either fuel-surface controlled or ventila-

"tion control-led. If 'it is fuei-surface controlled:

_R= 0.09 A (2)
=S S



where A- is the surface area of the combugtible material (sq ft) and R is

the mean burning rate for fuel-controlled fires ,(1,b/iiiin). If the surface

area is relatively large and- the ventilation provided is relatively small,

then the fire will be ventilation controlled. In this case the burning rate

is:,

R = 1.5 A /H (3)

v

where A is the window area, H is the window height (ft') and R is the mean

burning rate for ventilation-controlled fires.

In either case, the magnitude of the fire load must be known in order

to calculate the duration. The fire load (lb) is best determined by .actual-

measurements whenever possible, since it is known to vary over wide limits,

even for a particular occupancy type. For instance, the unit fire load (psf)

for dwellings has been found to vary between 5 And 10 psf. In lieu of

actual measutements, unit fire loads of buiJ1.1ding contents can be obtained

from Table 2, which was taken, from Ref. 20. In addition, -if the strudcture

is of combustible construction, the -fire, -1oad contributed by it would have

to be determined from building drawings.

The model presented herein compares the duration of the peak fire6

calculated by means of Eq. (1) with the time for penetration of the walls-,

ceilings, floors, and doors. As mentioned previously, the actual resistance-p

i.e., -the time for penetration (t ) was, measured in the experimental-stiudies
p

at ItTRI -and presented' in Ref. 18. The xrelationship between t ,and the-,

rated- -esistance (tR) of the components is preýehted in ,Fig. 4. From

these -results it appears that thete was good correlation bet*•een •t and t

t It should be observed that, the 4data Were livite'd to rated kesistih-ces.

* This is for the case of' a- fife in. rpcm with -a, singie window.- FOr other
cases see Ref. 17,.

** Actually ist was concluded fiom Ref. • that tp - tR #i ̀  mn; ýhowever•,
"the 4 min Was dropped for this analysis ýbeca~se it bdeomes fnsighifi4cant
for 'the -hig-hr fire ratihgs.
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Table 2

UNIT FIRE LOADS OF BUILiDING CONTENTS

PSF
Occupancy C6mbustible

Apts. and Residential 3.5

Auditoriums and Churches '1

Garage
Storage 1
Repair 1

Gymnasium 0.3

Hospitals 1.2

Hotels 4

Libraries 24

Manufacturing
Comb. Mdse., Fabrics
.and Furniture 13.5

Incombustible 1

Offices 7

Printing Plant
Newspaper 10
Books 50

Schools 9.5

Storage
Gen. Mdse. '14
Special

Stores
Retail Dept. 7.5
Wholesale 10

Restaurant 2

* From Ref. 20.
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Of 45 min, whereas many of the NFSS structures have fire resistance ratings

in excess of 45 min. However, for the present effort these data were ex-

trapolated to the higher fire ratings.

The implicit assumpti'on in, the fire damage prediction.model used here

is that the, resistance is primarily. function of duration, but relatively

insensitive to severity. This is implied by the fact that a good correlation

was obtained between actual resistance and rated resistance (in Ref. 18)

even though the fire ratings were based upon the standard curve and the

actual resistances were based upon the fires that actually existed in the

field tests. This can be a reasonable assumption and still not contradict

the basic assumption of the method presented in Ref. 15 if the effect of

severity is small or the variation in severity in the IITRI tests was small.

This assumption becomes less uncertain for the times corresponding to the

higher fire ratings.

In an actual situation, ignition points within the building would be

obtained from an initial ignition model, and the fire history within the

entire building could then be determined. If the barriers forming the initial

4 fire areas are of sufficient resistance to contain the fire, then the fire

history will be limited. However, if penetration of thesesbarriers does

occur, then the next area involved would have to be analyzed to determine

if it could contain the fire. Since in the examples presented here, the

locations of ignitions were unknown, fires were arbitrarily assumed in the

rooms with windows, and the resistance of these areas was determined and

assumed to apply throughout the buil~ding. This should be adequate to demon-

strate the protection level sensitivity for uniform construction and fire

loading. For the case of ordinary type construction, e.g., brick bearing

wall with wood joists, the prediction of fire damage is obvious, since if

an ignition occurs in a building of this type, the building will generally

be destroyed by the fire.*

*It was anticipated in this study that there will be no active fire-fighting

facilities available.
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If the structure of interest is in the range of significant blast

damage, then certain parameters in the fire damage prediction model must

be altered. For instance, it is clear that the fire resistance of vari-

"ous components can be reduced., or the fire load increased, by the removal

of fireproof protective materials by direct air blast or by blast-

generated missiles. In addition, of course, the fire hazard in structures

can be reduced if fires are smothered by building debris or if active fire

suppression is undertaken. However, because of the lack of information

in these areas, the latter two conditions could not be included in the

.damage predictions for this study.

AIR BLAST DAMAGE PREDICTION SCHEMES

Introduction

An important factor in air blast damage predictions is the determina-

tion of the free-field pressure-time relationship just prior to the inter-

action of the wave with the structure. For this study, it was assumed that

the• blast wave characteristics could be calculated by standard procedures

for ideal waves propagating radially outward over an ideal rigid reflecting

surface. It should be kept in mind, however, that this is an oversimplifi-

cation of the actual situation, where many factors influence the determination'

of a realistic pressure" time relationship. These include terrain, surface

type, nonideal waveforms, blast shielding in city complexes, and airborne

"dust and debris.. Furthermore, it was assumed that the structure was located

""' * The reader is referred to Ref. 21 for a spectacular demonstration of the
structure loading and response, due to a low-pressure, dust-laden
precursor blast wave.

.4.
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in the Mach region, that the duration of the positive phase of the over-

pressure and dynamic pressure were the same, and that the negative phase

could be neglected.. Although the negative phase loadings could possibly

alter the deposition of debris, or fail damaged structural elements, it is

not considered a major damage parameter.

To determine the protection level sensitivity of NFSS structures to

the effects of nuclear weapons, it is necessary to predict the incident over-

pressure level at which damage to various structural components occurs. This

requires the determination of the time-dependent load function at any point

on or within the building and the establishment of adequate failure criteria

for the buildings and members of interest. It was found during this program

that the conventional air blast load prediction methods were often inadequate

for the determination of damage to multistory buildings in city complexes.

This inadequacy results primarily from the fact that the blast load -pre-

diction schemes were developed for the design of .structures to be located

in a nuclear blast environment. For such purposes, certain simplifying

assumptions for estimating the unknown factors were justified, since they

generally result in adequate structures. Unfortunately, for damage predic-

tion purposes, the application of the design methods without due consideration

for the original assumptions can result in large errors.

For example, consider the design assumption for the clearing time of

the reflected pulse on the windward face of a partially open rectangular

structure. To calculate the design load, it is arbitrarily assumed that if

the window openings are less than 30 percent of the exterior wall area, then

the overall building dimensions determine the time required for the reflected

pulse to reach the stagnation pressure (sum of overpressure and dynamic

pressure); on the other hand, if the wall openings are greater than 30 percent,

it is assumed that the distance between windows determines this time (Ref. 22).

Application of this criterion to large multistory buildings typical of

American cities would indicate that the average loading on-the front face

of a building with slightly less than 30 percent window openings would decay

"from the reflected peak pressure to a stagnation pressure in hundreds of
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milliseconds. However, for an identical building, except with slightly

greater than 30 percent window area, the method would show a time of decay

in tens of milliseconds. Such a difference in clearing time can be an

important factor in determining the peak incident overpressure at which

failure would occur for many actual structural situations. This one

example indicates that the application of a design criterion in a general

manner, and without consideration for the local conditions, can be mis-

leading for detailed damage prediction. Therefore, it is not sufficient

merely to assume that a known free-field pressure- time history can be

applied directly to a structural member located at the point of interest

in a multistory building. It is also necessary to consider the modification

of the free-field pressure as a result of its interaction with the. structure.

For the purpose of estimating blast damage for this study, an attempt was

made to util/ize, wherever possible, the 'conventional or generalized loading

schemes used in design, and to modify these procedures to reflect the

available experimental information.

In addition to the determination of the air blast loading, another

important aspect of damage prediction is a knowledge of the failure loading

for each structure and element of interest. Although there is a wealth of

failure information reported in the engineering literature, it was beyond

"the scope of this study to survey the entire field, to extract applicable

information, and to correlate the data for application to multistory buildings

located in blast environments. The procedure adopted was to utilize- lhe

readily available failure information from nuclear field tests and laboratory

,experiments to obtain solutions to the selected idealized building-situations.

Unfortunately, however, no test information is available on the loading and

• Consider a building with a distance S = 100 ft and the distance. between
window openings = 10 ft. For less than,30 percent window area, the clear-
ing time, t1 I 250 msec, while for the same •buidling with-window, area
"slightly greater than 30 percent, t1 u 12 msec.

** In addition, of course, the interactingý free-field! shock -wave Js influ-
enced by many factors, ,such as the ýurroundihg structures, and the
"geometry, size, orientationj and iresponse of theý building.

" *** The establishment of a failure criterion for civil engineering structures
is a very complex subject and involves many variable factors (see, for
example, Ref.. 22). For the purposes of this study, failure is ,defined as
structural collapse or gross structural distortion,
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response of typical American multistory buildings subjected to nuclear air

blast loading. Therefore, in order to examine realistic situations for

the current study, it was necessary to establish both a failure loading

and a load prediction method for a particular wall panel located in

the idealized-structure. This required, first, a review of the weapon.test

data to determine the failure load for the individual wall panel under

actual nuclear air blast loading conditions. And, second, it was necessary

to modify current generalized blast load prediction schemes to relate the

test load conditions and the loading anticipated when the panel was located

in a realistic multistory building.

During the conduct of this program, it was necessary to review a

number of reports in the area of air blast loading and structural response,

including the. damage information obtained from the atomic attacks on

Hiroshima and Nagasaki. After a careful examination, it was concluded that

the information from the Japanese cities has limited application for detailed

damage predictions for typical multistory buildings in American cities

(Refs. 7, 23, and 24). This is primarily due to two factors. First, the

heights-of-burst at both Japanese cities were well above the optimum for

producing maximum building damage. Thus, most structures were located in

the regular refection region, where the vertical component of load was more

predominant than the horizontal component. This produced relatively more

damage, to the roof-and floor systems than would be expected for the Mach

region, where horizontal flow predominates. Also, the correlation of

structural daihage with blast wave characteristics in the regular reflection

region is complicated by the double shockeffect and the complex flow regime

behind the shocks.,

Second, as a result of the-adoption- of an earthquake code in 1-924, the

multist6ry structures in Japan were inherently more resistant to -blst

loadings than comparable structures in ,most parts of the United States.

* it should beb ioted that al-though an-attempt was made to utilize actual

test failure data, an unknown factor is the effect on the response of an
element that occurs as a result of the ,difference in support,,conditions
between the test -situation and an actual multistory structure.

- "- -
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This was-due primarily to the code requirements for the design for lateral

loads, limitation in the height of buildings, and continuity of construction.

In general, this resulted in structures that were as monolithic as• possible

through the use of heavier members, rigid connections, and continuous

reinforcement. Diagonal bracing and reinforced concrete shear Wallsmade

most of the major structures very well suited to resist large blast forces

without undue loss of structural integrity between the frame, walls, and

floors. Therefore, since the data from the Japanese cities constitute,

essentially, a biased sample, any direct comparison with the damage predicted

for American multistory buildings at similar overpressure levels must be made

with care.

The development of the loading schemes used in this program is presented

in the following subsections, and the failure criteria are discussed, along

with the appropriate applications, in Section 3. It was assumed in this

study that the structures were located in the Mach region, and were subjected

to a clean, sharp-frotited wave. Also, it should be emphasized that only the

factors affecting the fiiodifications to the generalized blast loading tech-

niques used for predicting• damage are discussed herein; the reader is

referred to the standard sources for detailed treatment of the general

subject of air--blast phenomena (e.g., Refs. 2, 6, 25k, and 26).

Loading Schemes

To predict the loading on multistory buildings and their components at'-

successively increasing overpressure levels, it is-convenient to consider

two general building categories: those structures whose interior partitions

fail at a lower incident overpressure leve1' than the exterior walls and

those structures whose exterior walls fail at a lower overpressure than the

interior partitions. In addition, in order to predict the incident-over-

pressure at which.failure of any element occurs, it is necessary to con-

sider the loading for an undamaged or a partially damaged building condition.

Although it-was not possible within the scope of this-effort to ttreat all

- such situations, the techniques-ican be illustrated for the selected idealized

buildings by considering the following three-cases,.
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Case No. 1

For this case, the incident overpressure level is, less than that re-

quired to cause failure of either the exterior walls or the interior par-

titions. If a plane wave strikes normal to a typical multistory building,

the blast wave front reflects from the front exterior wall, enters the

windows, and diffracts around the rear of the exterior walls and around

the sides and roof of the building.*

The diffracted shock within the structure exerts, Pnn average pressure

on the back of the front wall which is initially less than the incident

overpressure, :Pso because of the expansion into the room. 'During this time

an unloading wave is sweeping the front face of the exterior Wall laterally

outward from all edges of the windows and building. The total effect on

the front exterior wall is to reduce the d4iffrential pressure acting on it.:

Quantitative values of pressure on the bu:1ding cannot be calculated during

the diffraction time, although it is usually assumed arbitrarily (e.g..,,

Ref. 22) that if window openings are less than 30 peiL nt of the wall area,

the outside dimensions of the building determine this time. For openings,

greater than 30 percent the dimensioni between openings determine-fh6

diffraction time.

In any event, however, for the building response (as opposed to response

6*1 an element), the reflection of the blast wave from the interior partitions

Would also apply a load to the structure which is delayed a time equal to

V/U (room length divided by shock velocity),, the travel time across the room.

In another time increment of 2/U, the wave reflected from the rear interior

partition reaches the window opening. At the cpresent time, analytical tech-

niques are inadequate for determining the strength of the shock front after

it enters the window opening and expands into -a three-dimensional room.

Also, the value-of the wave reflected from the interior partition is unknown,

Limi-ted field test data indicate that the pressure on some interior walls

had a finite-r-ise-time to a pressure approximately equal to the X-ree-field

overpressure (Ref. 27). Inmaddition to the reflection of the entering wave

front from the rear interior wall, there is a very complex pattern of

* It should be ioted that the fai-iure process for window glass is so rapid,
that no significant reflection-of the shock front occurs.
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indeterminate multiple reflections -and interactions of waves within ýtfie,

room, as well as vortices at window edges. However, in a time approximatelyf equal to 2 2/U, the wave reflected from the rear intorior parti-ion reaches

the window; this is the first notification to the incoming particles that

the partition-exists. Room filling ceases as the xroom and exterior pressures

appkcoach equilIzatikn.

7 Building Load. Subsequent to the initial refleption from the front

face of the building, there would be a short-duration dip in the average-

front-face loading because of the window opening., Since the pressure is

below that required to fail the fiteorior partitions, the effective average

pressure on the front of the building would then increase to the pressure

condition-on the outside of the front walli as shown in Fig. 5. However,

S because-of the unknowns iiivolved in describing the pressure- time -history,

and since the overall building.dimensions are large compared to -the room

skie, jt was assumed in this study that the Variation in average load due

to window- openings was of minor consideration. Therefore, the average

loading on a multistory building with nonfailing exterior and interior walls

was calculated in the usual manner for rectangular solid blocks as shown in

Fig. 5 (Refs. 2, 6, 25 and 26).

Front Exterior Wall Load. After initial reflection of the wave on the

front exterior wall, both the unloading waves on the front surface and the

diffraction• of the blast Wave around the rear surface tend to reduce the net

pressure on the wall. In-addition, since a condition of nonfailing interior

-pa-rti-tions without openings was assumed, the problem is analogousto a shock

wave filling a chamber of finite size. Although the actual time-history

of the net front load cannot be calculated with available techniques., it

would be a function of exterior building pressure aMid the interior room

pressure buildup. Therefore, for this study, the net exterior front waill

loading, as shown on the bottom of Fig. 6-, was -calculated by ass*uming that

the pressure at any time was equal to the front face pressure, as determined

in the previous subsection, minus the average interior room pressureo, as

determined in the following subsection. Since the peak pressure exerted

on the exterior walls of the sides and back of the building will be lower
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than that on the frontwall, the loading on these walls is not critical from

the standpoint of damage for the assumed conditions. If required, however,

the net loading on these elements could be determined in the same manner by

using the appropriate exterior pressure loading.

Interior Partition. The calculation of the loading on the rear interior

partition of an outer room of the building is an exceedingly complex problem.

At a-time tm/U after the wavestrikes the building, the rear interior

partition is subjected to the initial, reflection of the wave front that

entered the room. This is a weakened wave front whose reflected peak would,

be less than the exterior building reflected pressure. Subsequent to the

initial reflected pressure jump, complex multiple reflections would occur

during room filling. A number :of possible methods were investigated in an

attempt to determine a rational method- for estimating the interior partition

loading and the room filling time. For the purpose of this study, the method

and experimental ccefficients outlined in Ref. 28 for determining the average

pressure resulting from a shock wave entering a finite chamber were utilized.

The procedure is essentially an iterative process, whereby the magnitude of

the interior and exterior pressures are calculated at selected time intervals.

A correction, based on an experimentally established relationship, is then

applied to the differential pressure existing at each time interval. The

process is continued until an approximate equilibrium pressure condition-

exists, as shown in Fig. 7.

Case No. 2

For this case, the interior partitions fail at a lower incident over-

pressure level than the exterior walls. If the incident overpressure is of

sufficient strength-to fail the rear interior partition, both the net build-

ing and the front exterior wall loading are affected. Although-many factors

would influence the loading (e.g., wall failure-time) these cannot be con-

sidered in detail with current information. For instance, for a particular

-set of conditions, there would be an incident overpressure level- where fail-

ure of the interior-partition would occur in the room on the side of the

'building facing groulid zero. Since degradation of the pressure would occur
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during the failure time of the first partition, failure may not occur at suc-

cessive partitions throughout the building. Although analysis of-data from

nuclear field tests and the atomic attacks on Japanese cities (Ref. 7) have

shown this to be ýthe case for actual structures, no rational methods exist

that could be readily applied for this study. Therefore, for calculation

of the loading on the building and exterior walls, it was assumed that when

the pressure was of sufficient magnitude to fail the interior partition in

the windward rooms, then failure would occur for all interior partitions

oriented normal to the direction of wave propagation.

Building Load. Although data are lacking for the nuclear blast

load- time history on large multistory buildings with various percentage of

window openings, procedures adequate Tor design have been established from

data obtained in Shock tube experiments and field tests with structures of

relatively small size (i.e., small compared to large multistory buildings
typical of American cities). To determine the design load it is generally

assumed that reflection occurs in the normal manner from the net area of the

front face (Ref. 22). However, calculation of a clearing time for the

reflected pulse is exceedingly difficult, since it would be associated both

with the overall size and percentage of open wall area. It is obvious that

structures exist whose percentages of open wall area vary over a wide

spectrum. To account for this range, only two cases are considered for design

calculations; i.e., either less-or greater than 30 percent window opening.

Although this arbitrary division is considered conservative for design

purposes, it is obviously unrealistic for damage prediction. JFor the purpose

of estimating damage to the type of NFSS structures considered in this study,

the loading was calculated by one method for building damage determination and

by another for exterior wall damage determination (see following subsection).
The rationale for adopting this procedure was based on consideration of the

relationship between the diffraction phase, the drag phase, and the response

time for large multistory buildings.

* There• are several methods available to determine an average or weighted
distance for clearing time calculations, e.g., Refs. 22 and 25.
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ft For the building considered as a unit, the impinging shock front reflects
from the building-and expands as a~weakened front into the room, exerting a

pressure on the back face of the exterior wall panel. Because of the failing

interior panels, the interior pressure buildup cannot be calculated by the

method outlined previously for the nonfailing interior partition case. In

any event, the diffraction of the wave around the front wall and subsequent

relatively rapid failure of the interior partitions normal to the direction

of wave propagation would'transfer impulsive loads into the structural framing

at various t-imes during engulfment. These loads can be considered as impul-

sive, since the duration of each, as well as the time interval over which

they occur, is small when compared to the period of the structure. This is

so,even if the pressure level is sufficient to fail the exterior walls.

Subsequent to engulfment time, the building would be subjected primarily to

the drag loading •ndicated in Fig. 8. Since the determination of the mag-

nitude of the impulsive loadings is primarily speculative and since,

intuitively, it would appear unlikely that they could be of sufficient

magnitude to cause major damage to the structural framing, it was assumed

for this study that the drag phase loading is more critical.

I Front Exterior Wall Load. After initial reflection on the front exterior
Lgn, wall, both the unloading waves on the front surface and- the diffraction of the

blast wave around the rear surface of the wall tend to reduce tbe pressure

differentiali However, for this case the interior walls would fail, and

pressure buildup within the room would not occur. (Of course, there would
be a pressure buildup prior to partition failure.) To determine the net

I exterior wall pressure- time history, it is necessary to know the decay time

and of the reflected-wave on the exterior surface and the pressure exerted on

i the rear surface by the wave front entering the windows. The degradation of

the reflected pressure reservoir is a function of the building size and the

percent window opening. Although experimental information for full-size

structures is insufficient to obtain quantitative values for the clearing

time, the data presented in'Ref. 28 for shock waves entering tunnels and

I •chambers indicate that the time is considerably longer than that calculated

by the design procedures using window spacing (for the case of less than 30

I percent openings). That is, for buildings with window areas less than about

I>



34 t URS 658-3

Pr

'.4 '

Time

Fig. 8. Average Loading for a Multistory Panel Wall StruOture-
Interior Walls Failed, Exterior Walls F~iled' or Unfailed

i

U -(



-3 URS 658-3 35

50 percent, the clearing time for full-size buil'dings would probably be on

the order of tens of milliseconds. For damage prediction for the front

wall, it 'is only necessary to describe the'load history until the, time 'to

failure. For the structures selected for this study, it is estimated that

exterior wall failure will require approximately 5O to 100 msec (Ref. 29).

Based on the above discussion, the calculated failure 'loading for an

exterior wall with windows is shown in Fig. 9. To calculate the net loading,

it was assumed that the front wall loading was equal to the loading on the

front face of a windowless building minus the overpressure exerted' on the

rear face of the front wall plus the drag component on the rear face. The

initial' impulse due to the time required for the rear face pressure to, reach

the incident overpressure level was neglected when estimating the failure load.

Case No. 3

For the final case, the exterior walls of the building fail a(` a lower

incident overpressure level than the interior partitions. The'typesf of ex-

terior walls that fit this category are -constructed of light-gauge metals or

frangible material. Even though the time of diffraction of the blast wave

around the back face of the'front wall occurs rapidly, failure time for

the walls in t:his category are very short. Therefore, the walls are peak-

pressure-sensitive, and the failure pressure is calculated in the usual

manner for reflected shock waves.

At incident overpressve levels greater than front-wall failure pres-

sure, it was assumed for this study that a pressure wave equivalent to the

free-field pressure prior to initial interaction enters the roow and strikes

the interior partition. Therefore, by consideration of the building geometry,

the blast forces are calcullated by the generalized loading schemes,.

__-177-77.. ..
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Section 3

APPLICATIONS OFY PREDICTJON "METHODS'

INTRODUCTION

As discussed in Section 1, the selection of the buildings for detailed

damago analysis was based on the types of NFSS shelter construction described

in the available information. Because of the limitations of the present

program, it Was only possible to perform damage predictions on threeif
structures in the two major categories of multistory frame and load-bearing

waI• structures. No distinction was made between'a'reinforced concreter- and steel frame structure for damage assessment purposes. That is, if a

structure of either type was designed for the same load conditions and in

[1• accordance with the same fire code, then it was assumed that the behavior

was the same.,. It is obvious that differences in damage would exist if such

r factors as the stability of various structural members, the continuity of

joints, and the ultimate strength under blast loads-were considered. 'However,

such distinctions were beyond the scope of this effort.

The buildings selected for detailed investigation were two typical

12-story, steel-frame office buildings (one with brick and one with light-

weight-metal exterior waills) and a 4-story, brick-load-bearing-wall building.

In the following subsections, the protection level sensitivity of the three

idealized structures is presented. The procedure was to first estimate the

damage which occurs to each structure as a result of increasing levels of

overpressure; second, to estimate the fire damage; and finally, to evaluate

the change in PF of each building 'as a result of the estimated blast and fire

damage.

It should be noted that to calculate the incident overpressure corres-

,ponding to the failure load for each structural element, it was assumed in,

this study that the structure was in an undamaged condition. 'This is

essentially a process of examining the structure -as though it were placed

simultaneously at'various ranges from a single detonation. Also, it was

assumed for the air blast damage predictions that the structures were

4'?
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located in the Mach region and subjected to a clean, sharp-fronted, classical

,wave from a 20-kt and 20-Mt weapon.* For clarity, the air blast damage pre-

dict-ions for each structure examined in this report are ordered in accordance

with increasing incident overpressure levels up to 15 psi,, the upper limit

of interest for this study.

As mentioned in Section 2,. the most practical way to handle fire damage

in this !study appeared to be on a go/no-go basis. i, the examples below,

the net results of a fire in each structure are presented for the following

two conditions:

(1) without consideration for blast

(2) in combination with blast effects

The principal criterion for determining the significance of fire damage was

the effect that .damage had on the PF. That is to ,say, no consideration was

given to the-habitab-ility of the structure.

Although the PF -was supposed to be the parameter of primary concern,

it became apparent in the course of the study- that significant levels of

damage could not always -be related directly- to a change in PF. For instance,

it will be shown& that the removal of the suspended ceiling has a negligible

effeci on the PF per se, but it can produce a marked reduction in the fire

resistance.

The damage predictions are summarized in tables following the discussion

of each structure.

DAMAGE PREDICTIONS

Structure No.. la

Description

Structure No. la isi a 12-story, steel frame building with full basement,

measuring 300 by 55 ft in plan and 144 ft high, as shown in Figs. 10 and 11.

*In an actual application of the- prediction methods presented herein, many
of thi assumptions that were made for illustrative purposes would- in fact
be known quantities.
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The floor is of rginforced concrete pan construction as ýshown on Fig,. 12,

S and the roof is a 4-in..ýthick reinforced concrete flat slab., The exterior

walls are constructed of 12-in.-thick unreinforced brick, and the interior,

I walls are 4-in.-thick masonry with 3/4-in.-thick plaster on -both sides, as

shown on the figure. Each 20- by 20-ft room, contains two,.6- by 6-ft

I windows, which yields a window area, equal to.approximately 33 percent of

the exterior building area., The-building was assumed to be classified as

fire resistive with a 3-hr classification. The fire-resistance 'ratings- for

1 the components were as follows:

(a) Columns - 4 hr (Design A, p0 8-120, Ref. 15)

1 (b) Beams & Girders,-- 4 hr (Design B-4, ,p. 8-117, Ref. 15)

(c) Interior Partitions - 4 hr

I (d) Exterior walls - > 4 hr

(e) Floors - 3 hr (including suspended ceiling)

The fallout shelters were located in the basement and the central corridor

on the 10th floor.

Air Blast Damage

Window. The first incident overpressure level of interest for damage

prediction purposes is that which causes window failure. Assuming a thick-

I ness of 1/4 in. (requirement for a design load of 30 psf), it was determined

that window failure would.occur at a peak incident overpressure of less than

1/4 psi.

Suspended Ceiling. The second incident overpressure level of interest is

I that required to fail the suspended ceiling. The pressure for this case is

determined by the method outlined for case No. 1 in Section 2 for calculating

the average interior room pressure. It' ,should be mentioned at this pointI. that to calculate this pressure, it was assumed that the doors and interior

walls would- sustain the same load to failure and that the doors were closed'.

S Since failure- information was, unavailable for suspended ceilings, it was

-necessary to .estimate the failure loading from field tests on interior

partitions constructed of 2-in. thick 'plaster on metal lath, which failed at

an incident overpressure level of 4.2 psi (Ref. 30)'. Since the interior

I jpressure for the test conditions was unknown-, a calculationh. by the chamber-

filling method outlined in Section 2, using predicted exterior wall pressures,
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indicated a peak average pressure of approximately 6 psi. Because of the

lack of better information for ceilings, it was assumed that the 1-in.-thick

metal-lath suspended ceiling for Structure No. la would fail at approximately

3 psi peak interior pressure. The general method of calculation for the

average interior room pressure tis rshown in Appendix B. From similar

calculations, it, was determinjed that a peak incident overpressure of 1-1/2

to 2 psi would; result in ±ailure of the s uspendeýd ce'iling in the rooms

facing ground zero, for both the 20-Ift and 20-Mt weapon yieldb. Although

it is obvious: that the ceilings in -the downstream -faci•n• rooms would require

a higher incident ov6rpressure to cause faiiur-&j :tha-t case is not- considered

because of the interior -partition failure, aý r.6ted in the hext section.

Interior Partition. The third incident 'overpressure ieVel of interest

is that which resul~ts in failure of the interior 4-in.-thick masonry Walls

oriented normal to the direction ,nof wave propagation, i.e., the Walls at

the back 'of the room, which separate the room from: the hall shelter ýspace.

The method outlined for Case No. i -in Section 2 was used for 6etermining

the average. interior pressure resulting from, the large reflected, -prssure

reservoir on the exterior of the front wall. The failure pressure- for the

4'-in. -thick masonry waIlI units was obtained' from the nuclear test results

(Ref. 29), and was estimated as 4 psi for Structure No. la. Therefore, from

the sample calculations shown in Appendix B, it -can be estimated that the peak

incident 6verpressure which- would fail the interior Walls in the back of the

rooms was between 2 and 2-1/2 psi from either the 20-kt or 20-Mt yield.

Although there are no methods available to estimate the failure of intdrior

walls located downstream from the first wall, it is. obvious that failure

of all walls, at normal incidence, would occur over a range of overpressur•e-

rather than a singie pressure level. it was estimated, however, for Structure

No. la that the failure-pressure range would be small. First,, increasing

the ýroom volume by adding the hall volume -Would not appreciably change the

average interior r oom pressure. Second, -because of. 'the relativeiy long

diffraction time on the front face of a, large structuke, the reflected pressure

would decay only a- small •a•ount during the time required for failure of the'

first interior .partition. For this Case, the reflected presure reservoir

would maintain sfdiici~ent differentialo pressure -during filling- of the
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additional volume of the hall to fail the next partition. with, at most,

only a modest increase of side-on overpressure. Therefore, it seems

reasonable to estimate that all interior partitions, oriented at normvl

incidence, would fail at a peak incident overpressure level between 2 and

2-1/2 psi for both weapon yields.

-Building (First Critical Load). Since it is possible that the building

could be subjected to a more severe loading-prior to the failure of some

component than- after failure of the component, it is -necessary to? inves-

tigate the loading for critical conditions. As noted for Case No. 1 in.

Section 2, the net building loading can be calculated by the conventional

techniques for overpressure levels below those resulting in failure of the

interior or exterior Walls. Such loading was calculated for Structure

No. la for a peak incident overpressure of 2 -psi., which is. -less than- the

estimated incident overpressure corresponding to failure of the interior

partitions. The results are shown in Fig.. 13.

It is obvious, that the drag loading subsequent to diffrac.ton would be

insufficient to cause structr.ali distress, since it is -of the same order

of magnitude as a 30-psf design wind loading. The structure would, however,

respond to the impulse delivered during -engulfment. Althogh a-detailed

calculation for the dynamic response :of--a- .multistory building was beyond the

scope ot this program, a first approximation was obtained by using, the method

outlined in Ref. 31. Based on assumed values for the building's natural

period, ductility factor, and load, duration, the ratio of the allowable

dynamic load to, thi static yield resistance -was greater than two. Although

the static resistance of 'the, :structur& was not known, it was estimated from

the design wind load stresses and other related evidence (Refs,. 7, 23, 24,

32), that the 2-psi peak incident overpressure level would not produce a

critical -loadjing on Structure No. 1a.

Roof and Floor -Slab. As incident overpressure levels in excess of the in-

ter•lor -partition failure- pressure are considered, i± is not -obvious -which struc-

tural component will be the next to fail. The primary difficulty in deterrmining

the next critical' overpressure level is due to the pauci:ty of experimental

p.
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-infor-Mation- for the- behav-ior. of roof and, floor slabs. tvnical, of. -multistory

buildings located in the Mach region. Except for the basement ceiling slab,

the floor slabs throughout the idealized structure woald be loaded approx-

imately simultaneously on the top and bottom surface. Therefore, it can be

concluded that, for the blast environments considered in this study, the

floor slabs will not receive a critical failure load. The roof slab and

the ground-floor slab (basement roof) should be considered separately.

For the 4-in.-thick reinforced concrete roof of Structure No. la, a

differential pressure is exerted on the slab for a short period during the

diffraction phase. This differential pressure is a function of the over-

pressure on the roof and the average room-pressure. It is probable that

during the load cycle, the interior pressure would increase from zero, at

t = 0, to a value, at some later time, which is in excess of the exterior

pressure on the roof (as calculated by conventional techniques). In any

event, since the differential pressure would not be large relative to the

strength of the slab, such calculations were not warranted -for this structure.

It can be concluded, forthe maximum free-field overpressure level of 15 psi

in' the Mach region, that failure ofthe roof slab would probably not occur.

This conclusion is supported by the test results from a similar roof slab

subjected to a peak incident overpressure of 12 psi in the regular reflection

region (Ref. 29).

The ground-floor slab for StructureNo. la was identical to the floor slab

shown in Fig. 12. Because of insufficient information concerning the loading

and response of slabs in the configuration for the selected building, it was

necessary to utilize the loading methods •previously discussed, together with

conventional ultimate-strength concepts for reinforced concrete, to estimate

a failure loading.

SFor this building, the ground•-floor sJh As found to fail at an over-

pressure level greater than the interior 'r '2&ft 'ailure pressure but less

than exterior wall failure pressure., The ne A .ing on the slab is a function

*Both thv uncertainty and the legitimacy of predicting roof failure is
discussed in Ref. 29. Even when extrapolating test results for similar
roof construction, such factors as different building geometry, as well as
unknowns for both the detailed load--.time history and the roof response,
preclude accurate damage predictions. However, for the type of NfSS
structures of primary interest, the ability to accurately predict roof
failure would not generally be crucial for shelter evaluations.

'VjT*•
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of the differential pressure on the top and bottom surfaces. The pressure

on the top of the slab is a function of the exterior reflected pressure,
the percentage of window opening, and the volume of the interior of the

first floor; this is analojous to the chamber-filling problem. The pressure

on the botton of the slab is a function of the pressure within the first-

floor volume, the area of the openings into basement, and the basement

volume; this is also a chamber-filling problem. Because of the unknowns

involved in determining the actual differential pressure-time on the slab

j for such a complex system, a simplification of the calculation was warranted.

Therefore, for this study, it was "ssumed that the loading applied to the

top slab surface was equal to the free-field overpressure and that the average

basement pressure could be determined by the chamber-filling method discussed

for Case No. 1 in Section 2.

To determine the failure load for the floor slab, conventional techniques

for calculating the ultimate strength of reinforced concrete members (Ref. 33)

were utilized together with the simplified dynamic analysis presented In

Refs. 7 and 31. Although both techniques are well established in structural

engineering, their applicability as used herein could not be verified for

predicting damage for the wide variety of loadings and structural configura-

tions of interest. However, it was possible to compare the method with the

test results presented in Ref. 34 for dynamically loaded 15-ft-long reinforced

concrete beams. For this case, the calculated failure loading was found to

be within 15 percent of the experimental values.

From these calculations it was determined that the ground-floor slab

for Structure No. la would fail at a peak incident overpressure level of

about 5 psi for a weapon yield of 20 kt and 4 psi for 20 Mt.

Exterior Wall. As discussed for Case No. 2 in Section 2, the loading

on the building is significantly affected by the condition of the exterior

walls (i.e., failed or unfailed). For a given peak side-on overpressure,

above the interior-partition failure pressure, both the diffraction and drag

* It should be noted that floor slab failure at these relatively low over-
pressures is due to the lack of reserve strength for this type of con-
struction. Field tests indicate that for other types of construction, the
failure load could be much greater (Ref. 29).
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walls fail at the lower incident overpressure, the&approach, used in this study

was to first determine the incident overpressure at which fdilure of the-exte-

rior wall would be expected and then toexamine the structure's behavior at some,

lesser overpressure level, atwhich the walls would be intact. As noted in,

the subsequent subsection, It may alop be necessary to examine the structure's

( behavior at overpressure lev'ls in excess of wall failure pressure.

The incident overpressure level at which exterior-wall failure occurs

for Structure No. la was calculated by the method outlined for Case No. 2 in

Section 2. The failure criterion for'the 12-in.-thick unreinforced brick

curtain walls was obtained from the data presented in Refs. 6, 24, 29, and

30. From this information it was estimated that the wall for the assumed

building would fail at a net loading of 17 to 20 psi. It was determined

that a pressure of this magnitude would be imposed on the exterior wall of

Structure No'. la by a peak incident overpressure level of approximately 11

psi. As indicated by the heavy dashed line in Fig. 14, the diffraction of

the wave fVont around the rear of the front wall reduces the net pressure on

the wall. Since the impulse associated with this diffraction was small, it

"was neglected for failure determination. Consequently, it was found that a

wall failure pressure of 19 psi would result from a peak incident ,overpressure

of 11 psi. Since the wall fai-lure would probably occur within approximately

50 to 100 msec, it can be seen from the figure that the incident overpressure

corresponding to exterior-wall failure would be the same for both 20-kt and

20-ýMt weapon yields, since the net wall loading is essentially identical for

both yields during the clearing time.

Building (Second Critical Load). In the previous subsection the behavior

of the building was examined for a possible critical load condition at pressure

*Of course, this is not to imply that there is no critical building loading
condition at incident overpressure levels in excess of the exterior-wall
failure loading.

** For'the windowless test structure reported in Ref. 30, this loading was
imposed by a peak incident overpressure of 7 to 8 psi.

S -.. . j i ~



ITS G;58-3 49

25

20

15

C. 2 Mt

2. Reflected pulse - buildingkt front face

1 o

20k1t Net Exterior Wall Loading

0 100 200 300 400 500

Time (msec)

F'ig. 14. Net Front Exterior Wall Load for ps = 11 psi, With Interior
Partitions Failed, Structure No. la



ii,

50 URS 658-3

levels less than the failure pressure -for the interior partition. For such

pressure levels, it was concluded that a critical loading would not be

imposed on Structure No. la prior to interior partition failure. It is also

possible that the structure could be subjected to a critical loading 'at some I
pressure level between the interior- and exterior-wall failure pressures.

Since it was determined that the exterior brick walls failed at a peak inci-

dent overpressure of about 11 psi for either a 20-kt or a 20-Mt yield, the I
structure behavior should-be examined for a lower pressure level, e~g.,, 10

psi. i

As noted in Section 2, during the diffraction phase impulsive loads

-would be transmitted to the structural framing by the differential pressure
on the exterior walls and the interior partitions during failure. Because

of the unknowns involved in predicting damage to typical American multistory j
buildings subjected to nuclear blast, the effect of the impulsive loads

were neglected in this initial study. Although the impulses could contribute j
to the damage, it was felt that the drag phase loadings would be a more

important factor for the gross building response at the overpressure levels

of interest.

Subsequent to diffraction, the loading on the building is a function

of the wall area projected on a vertical, plane (including all remaining

members) times the dynamic pressure, times some average drag coefficient.

For a peak side-on -overpressure of 10 psi, the peak dynamic pressure is equal

to 2.0 psi-. The- dynamic pressure at various times was calculated by standard I
techniques (Ref.. 6) for both 20-kt and 20-Mt yields. It should be noted that

for the 20-kt weapon, the dynamic pressure has decreased to 0.4 psi at a time

of 0.25 sec and is insignificant at 0.5 sec; however, for the 20-Mt yield,

the pressure is 1 psi at 1 sec and 0.5 psi at 2 sec. Since the natural period

of multistory buildings is generally in the range of 0.5 to 1.5 sec (Ref. 35), 1
it is probable that Structure No. la is capable of responding during the

early period--of high wind forces for the megaton case but not for the kiloton.

To estimate whether the short-duration drag loading from the 20-kt yield is a

* That -is, gross structure reponse such as -overturning, foundation failure

or motion, and- general column failure.
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critical building load would require a more soplisticated analysis than

was possible under the current effort (see Refs. 36 and 37). * However, based

on limited field test data (Ref. 38) and or. the data from the nuclear

I attacks on Japanese cities (Refs. 23 and 24), it is most probable that a

gross failure of the structure would not occur for the 20-kt weapon.

Although a dynamic analysis of the structure would be required to

better predict gross building damage for any weapon yield, it is possible to

make a more meaningful estimate (when supporting analyses are unavailable)

for a blast wave whose duration is long relative to the natural period of

I the building. For this case, it was felt sufficient to compare the design

wind loading with the blast-induced drag loading. In this manner, the basis

for an estimate of building overturning, foundation distress, or coluimn

failure under dynamic conditions could be related to conventional Static

analysis.

If the design wind load for Structure No. la is assumed to be :20 psf,

I then it can be shown that an average equivalent lateral unit load for the

transient drag phase (for a 20-Mt weapon) varies- from an initial value of

30 times the design wind load to a value 8 times as large at 2 sec. That

is, considering only the drag forces, the building is subjected to a- wind

loading (due to the blast wave) which averages greater than 15 times the

design wind loading for a period of time exceeding several natural periods

of the structure. This indicates that the lateral shear at t1.i basement

level and the overturning moment for the structure could be more than 15

times the static design conditions. For the assumed structure, it is

I estimated that this overturning moment is approximately 1-1/2 times the

resisting moment calculated using the building dead plus live load. Although

such a load would be catastrophic if applied staticaily, it is not known

*It should be noted, however, that any dynamic analysis based on elasto-
plastic response and developed for the design of multistory buildings may
not necessarily be adequate for predicting the failure mode for large
multistory buildings.

I. ** The design and analysis for a -similar structure are presented in Ref. 39.

-.



52 URS 658-3

whether a duration of a -few seconds, is sufficient to cause similar damage.

However, it is entirely possible that a massive column failure or foundation

displacement could occur along the dowpstream column line.

If it is assumed that the structure surVives an incident overpressure

level which results in exterior wall failure, it is interesting to calculate a

drag loading on the remaining structural components (e.g., floor slabs and

columns) that is equivalent to the. 10-psi loading discussed- previously.

That is, what overpressure level, above exterior-wall failure pressure,

would be required to produce a loading equivalent to the second critical

Loading? Calculations indicate that such a loading would be imposed on the

structural framing by a 22-psi peak incident overpressure level from a 20-Mt

weapon yield.

iFire Damage.

In ,order to apply the fire damage Prediction model to the selected

-structures, certainý characteristics had to be assumed with regard to the

"contents of the buildings. It was assumed that the -occupancy of Structure

:NO. la was general office use, the unit fire load was equal to 15 psf, and

thg surface area- of combustibles per 20-by 20-ft office was equal to 300

s9q ft.

-Based. onh these assumptions, the burning rate for a fuel-surface-controlled

fire-, R'j was calculated to be 27 lb/min. On the other hand, the burning

-rate fr6k- Vent-iltion-controlled fire, R, was Calculated' to be 266 lb/min.
-.C~onsequehtly, the burning rate is surface-controlled since the lesser of the

"w •ni ngalues rcontr ols.

Based on a burning rate of 27 lb/min, the duration of the peak fire was

f 6ud to equal 110 min., As a result, due to the high fire resistance ( a

min:imum of 3 hr)-, the only ,anticipated fire damage was window breakage and

penetration of, the doors. Penetration of the doors would not lead to further

* Although this fire- load is higher than it probably would be for office

occupancy, it was -chosen to illustrate a subsequent point.

*• -It was anticipated that most all of the fires in blast-damaged buildings

will be surface-controlled; however, this is not necessarily so for the
-structures -located beyond the area of blast damage,.
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fire spread since there is nothing combustible in the corridors.

SFire and Blast Damage,,Combined

There are three ways in which the blast could affect the fire damage

predictions:

(1) changing the burning rate

(2) changing the fire load r
(3) reducing the fire resistance

The first one can be eliminated for this structure, since the only possible

change would be due to increasing Rv, and it was already determined that Rs

controls. Since the structure is constructed of noncombustible materials,

the only way the fire load can be altered would be by removal of the contents

by the air blast.

There are a number of ways in which the fire resistance of the components

could be changed. The first significant level of blast damage affecting

the fire resistance is destruction of the ceilings, i.e., at 1-1/2 to 2 psi

incident overpressure. It was difficult to ascertain exactly what this

effect would be; however, Ref. 15 attributes a rating of 1 hr and 45 min

to a ceiling protecting a similar floor slab. In addition, .Ref. 40 states:

"...I typically the presence or absence of the drop ceiling could make a

difference of 1-1/2 to 2-1/2 hr in the fire resistance." Consequently, it

was assumed that the suspended ceiling accounted for half of the 3-hr rated

resistance for the floors. Comparing the resulting fire resistance of 1-1/2

hr with the anticipated duration of peak fire of 110 min it is apparent

that the:f loors could be damaged by the fire. This case illustrates a

condition wherein although the fire alone would not induce failure and the

blast damage itself would not be critical the combination of the two might

be.

The next significant blast damage to the fire resistance of Structure

No. la occurs at a pressure level sufficient to damage the fire protection to

columns. With plaster on metal lath fire protection for the columns, it

'appeared as though gross deformations of the columns would be required before
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the fire protection would be damaged significantly. Tf the structure could

sustain gross deflections of this magnitude without collapsing, then

consideration would have to be given to the reduced fire protection for

the columns.

Post-Damage Protection Factors

In the previous sections, the damage to Structure No. la was examined

through a, range of overpressure up to 15 psi, the critical failure pressure-

for each element was calculated, and the fire damage was estimated. In this

subsection, the change in PF for the damaged structure is presented. As

mentioned in Section 1, the change in PF was the criterion adopted in this

study to demonstrate-the sensitivity of the structures to the effects of

nuclear weapons. Howeyer, it is well to keep in mind that the use of the

PF as a basis fox, conrparison has certain shortcomings. For instance, as the

overpressure level Js, increased, the resulting change in PF does not nec-

essarily indicate the extent of the damage to the structure or the shelterees.

in fact for certain situations, severe damage to the structural elements can

occur without appreciably affecting the PF.

In calculating the PF, it was assumed that the building was isolated

and exposed to an infinite field of view, and the contribution from entrance-

ways or stair wells was neglected. In addition, when the windows were the

only damaged component, the ingress was distributed uniformly in the areas

surrounding the interior corridor andi was equal to 10 percent of the exterior

mass loading. When the core partitions were destroyed, the ingress was

spread uniformly over the entire floor. Again, the assumed interior density

was 10 percent of the exterior (naturally this would amount to a greater

quantity of ingress than in the previous case). When the PF dropped below 20,

the shelter was considered to be inadequate.

As mentior.ed, there were two shelter locations in Structure No. la, the

entire basement and the interior corridor on the 10th floor. The latter

was selected as the optimum aboveground shelter area by maximizing the height

above the contaminated planewhile keeping the overhead mass thickness

sufficient to reduce the roof contribution to a negligible amount.
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For the undamaged structure, the initial PF was calculated to be 350 for the

I 10th-floor shelter and greater than 3000 for the basement shelter. As noted

from the summary in Table 3, the initial air blast damage that causes a

3 (degradation of the protection afforded by the shelter is approximately 1/4

psi, i.e., when the windows are shattered. The primary effect on the

shelter area is the subsequent ingress of fallout radiation, which decreases

the PF to 85 and 1500, for the 10th-floor and basement shelters, respectively.

At a peak incident overpressure of 1-1/2 to 2 psi, the suspended ceilings

I were destroyed; and although there was no significant direct effect on thp PF,

it has been shown in the previous subsection that this can have a serious

I effect on the fire resistance. The next blast level of interest is 2 to 2-1/2

psi, at which failure of the interior partitions occurs. Although ingress

would degrade the PF for this condition, both shelters would provide adequate

fallout protection for the postattack environment. At an incident over-

pressure level of 4 psi for the 20-Mt yield and 5 psi for the 20-kt, the

ground-floor slab fails and the basement area ceases to function as an adequate

t;helter area. The aboveground shelter area provides a PF of 30 until an

incident overpressure of about 11 psi is reached and failure of the exterior

walls occurs.

A In addition to the affect of blayt damage on the protection factor,

there can also be an interaction between fire and PF. For many realistic

structures, fire could consume combustible barriers intended for attenuating

the nuclear radiation; however, in this example, the structure was almost

totally noncombustible. Nonetheless, for ranges beyond the initial blast

damage, fire did cause a reduction in the PF for Structure No. la by

shattering the windows and permitting fallout to enter the outer o!fices.

MAre important, though, is the affect that fire can have on the stability

of a structure.

* In addition, consumption of combustible contents as a result of fire

could reduce the PF significantly. However, in making PF calculations,
the contents of the building are usually neglected.
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Table 3

MBLAST DAMAGE VERSUS PF
STRUCTURE NO. la

Incident Resulting PF
Overpressure (psi) Basement 10th-Floor

20 kt 20 Mt Failed Element Shelter Shelter

<1/4 < 1/4 None >3,000 350

"-11/4 - 1/4 Window 1,500 85

1-1/2 to 2 1-1/2 to 2 Suspended 1,500 85
ceiling

2 to 2-1/2 2 to 2-1/2 Interior 550 30
partition

5 4 Ground-floor < 20 < 30
slab

10 Possible
building
collapse

11 11 Exterior wall <20 <20

>15 Building - -
collapse

I
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level (i.e., 22 p.;i), it is concluded that a gross failure of Structure No.

lb would not occur for the pressure levels of interest.

Fire Damage

For Structure No. lb the exterior walls were lightweight prefabricated

glass-and-aluminum curtain walls, instead of 12-in. brick panels. This

difference results in a significant decrease in the fire rating for the

exterior walls compared to Structure No. la. Because of the low melting

point for aluminum, these walls would have, essentially, a zero fire rating.

Consequently, if ignitions are assumed for this structure, the exterior

walls would have to be eliminated from consideration. However, the remainder

of the structure, i.e., frame., floors, and -.nterior partitions, would remain

in place, since the fire ratings of these components were greater than the

duration of peak fire as calculated for Structure No. la.

Fire and Blast Damage Combined

The combination of fire and blast effects on Structure No. lb would be

virtually the same as it was for Structure No. la. 2'he first important ef'ect

was again found to be a reduction of the fire rating for the floors when the

incident overpressure was suffiCTent to destroy the suspended ceilings at

1-1/2 to 2 psi. The other blast damage that could conceivably alter the

fire rating was the exposure of the steel frame by removal of the fireproofing

materials as a result cf excessive deflections of the frame. Since damage

sufficient to produce such large deflections was not predicted for Structure

No. lb at overpressures less than 15 psi, it was estimated that gross damage

to the plaster-on-lath fire protection for the columns would not occur. As

a result, it was concluded that the only combined effect of fire and blast

was the destruction of the suspended ceiling.

Post-Damage Protection Factors

As in the previous example, there were two shelter locations to consider

in Structure No. lb, i.e., the basement and the 10th-floor corridor. Because

of the lightweight exterior walls, the initial PF for each of the two shelters

was less than it was for Structure No. la. For Structure No. 1b, the initial

PF was 130 for the 10th-floor shelter and 1600 for the basement shelter.
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As can be seen from Tables 3 and 4, the results of the combined effects

on Structure No. lb are qualitatively similar to those for Structure No. la,

except for a few differences that warrant discussion. First, the initial PF

is markedly less for the building with low-mass curtain walls, especially for

the 10th-floor shelter, where the initial PF is approximately one-third that

for Structure No. la. This difference is most pronounced initially and less

so when fallout ingress occurs as a result of window breakage, at about 1/4

psi. Second, even though the exterior walls for Structure No. lb were de-

stroyed at less than 2 psi, there was no significant reduction in PF, since

this type of curtain wall has a low mass thickness ( -10 psf). Nonetheless,

there would probably be a greater amount of ingress for Structure No. lb at

an overpressure just sufficient to fail the lightweight curtain walls. Finally,

it can be seen by referring to Tables 3 and 4 that the interior partitions fail

at a slightly lower overpressure, and the resulting PF was slightly less for

.both shelters in Structure No. lb than it was for Structure No. la. In both

cases, the most devastating effect on the basement shelter occurred when the

ground-floor slab was destroyed at a peak incident overpressure of 4 psi for

the 20-Mt yield and 5 psi for the 20-kt yield; this pressure was essentially

unaltered by changing the exterior-wall construction.

Structure-No. 2

Description

Structure No. 2 is a 4-story, typical, masonry-load-bearing-wall apartment

building. The plan dimensions are 40 ft wide by 70 ft long, as shown in

Fig. 15. The 12-in.-thick exterior brick walls have 20 percent window area

and are supported on reinforced concrete basement walls. The floors and roof

are of wood joist construction similar to that shown in Appendix A, Fig. A-14.

The interior partitions are typical lath and plaster supported on wood studs.

For the purpose of this study, it was assumed that the structure is

bounded on both sides by adjacent structures of comparable height. For

Structure No. 2 the fallout shelter occupied the entire basement.
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I Table 4

BLAST DAMAGE VERSUS PF

STRUCTURE NO. lb

Incident Resulting PF

Overpressure (psi) Basement 10th-Floor

20 kt 20 Mt Failed Element Shelter Shelter

< 1/4 <1/4 None 1,600 130

-1/4 -1/4 Window 1,000 60

1-1/2 to 2 1-1/2 to 2 Suspended '-1,000 -60

ceiling

< 2 < 2 Exterior wall -1,000 54

2 2 Interior 480 < 20

partitinn

5 4 Ground-floor < 20 < 20

slab

>15 >15 Building -

collapse

i
I
I
I
I
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Window. The discussion of window damage presented for Structure- No. 1A,

also applies to Structure No. 2; except that the windows are of smaller

size and thickness. It was estimated that window failure would occur at a peak

incident overpressure of approximately 1/4 to 1/2 psi.

Interior Partition, Floors, and Rool. The methods outlined in Section

2 together with the appropriate established genera'ized loading schemes

were used to calculate the load -time history on the: various building,

components, such as roof, interior partitions, and floor'. As discussed

previously, to predict structural damage for various overpressure leVels,

it is also necessary to determine a failure pressure for the building and

its component parts. Unfortunately, because definitive information concerning

the behavior of multistory load-bearing wall structures subjected to blast

forces is unavailable, the prediction of detailed damageo for- this type of.

structure is less certain than for the framed structure previously considered.

Even so, it was felt important to examine a typical load-bearing-wall

structure during this- study, since the type comprises a significant portion

of NFSS structures.

Although load-bearing-wall structures of current interest were inves-

tigated during the early nuclear tests (e.gý, Ref. 38), the primary emphasis

was on the loading and response of varifous structural components. Therefore,

to estimate the failure pressure for Structure No. 2, it was necessary to

use experimental field test results on components, together with the informa-

tion from Hiroshima and Nagasaki.

Since the composite action of load-bearing structures is difficult

to predict for small changes in overpressure level, the estimate of the

failure of interior partition, roof, and floor will be included in one sub-

section, rather than treated separately. For Structure No. 2 it -was estimated

that the lath and plaster interior partitions would fail at an applied

pressure of approximately 5 psi. Although no experimental data were found

during this study for the specific partition, the failure pressure estimate

was based on field test results for similar panels (Refs. 29 and 30).

vuU
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The failure pressure calculated by the chamber-filling method was reached

in the front rooms of the building at an incident overpressure level of

approximately 3 psi. Although the prediction of failure for the interior

partitions of t.he outer room is straightforward, the prediction of failure

for subsequent partitions is very difficult,.

For Structure No. la, the clear'ing time of the reflected pulse on the 1'
front face of the structure was approximat(ily 350 msec. Since the time

required for the pressure to build up to the failure pressure in the outer

rooms plus the time of partition failure was much less than the clearing

time for the reflected pulse, it was reasonable to assume that all interior

partitions would fail at about the same incident overpressure level. f
However, for Structure No. 2, the clearing time is less than 100 msec, and

the room fill-time and the partition failure-time would be a significafit j
portion o.f' the clearing-time. Therefore, by the time of failure of the

.firs~t partition, the reflected pressure reservoir on -the front face of the

building wouid be significantly degraded so that failure of subsequent

partitions would probably not occur at the initial failure pressure.

Because of the unknowns involved in both load prediction and structural

response, the calculations required to estimate shubsequent partition failure

are unwarranted for this study. The 3-psi incident overpressure level can be

considered as a lower bound for interior partition damage for Structure No. 2,

and failure of all partitions within the building would not occur unless the

overpressure level was increased.

An examination of the ground-floor (basement ceiling) and the roof

behavior indicates that considerable damage to these elements can be expected

at a pressure level sufficient to fail the interior partitions. For

conventional floor construction similar to that in Structure No. 2, field

tests indicate that minor damage can be expected at less than 2 psi incident

* There are, 'however, major differences between the test structures and the
idealized structure used in this study. These include the size and geometry,
floor span, surrounding structures, and the duration of the reflected pulse.
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overpressure and considerable damage at 5 psi (Refs. 41 and 42). Because

of the geometry of the test structures, the clearing-time of the reflectedi
pulse was very short and the interior pressure was probably not signifi-

cantly greater than the incident overpressure. Therefore, extensive damage

to the floor system for Structure No. 2 could be expected at the 3-psi inci-

dent overpressure level, which corresponds to an estimated room pressure of

about 5 psi for both the 20-kt and 20-Mt weapon yields.

In an attempt to predict the overpressure level at which roof failure

would occur, it is necessary to determine the differential time-varying

load on the roof. The generalized load prediction method (e.g., Ref. 6)

T was used to calculate the average exterior roof pressure for comparison

with the previously determined average interior room pressure at 3 psi

incident overpressure. The results of these calculations are presented on

Fig. 16 for the 20-kt weapon yield. From the figure it can be seen that

during the first 100 msec, the average net pressure on the roof varies

initially from about 1-1/2 psi, downward, to about 2 psi, upward, at 40

msec. Although the failure pressure of roofs for the predicted loading

could not be established within the time and effort available, it was esti-

mated that the roof above the front outer room would fail upward. The

prediction of the failure of the roof over the remainder of the building

involves the same degree of uncertainty as predicting the interior partition

failure pressure throughout the building.

Building. In order to assist in establishing a failure pressure for

S Structure No. 2, the data in Refs. 3, 23, 24, 29, 30, and 38 were examined.

Although the evidence was conflicting, it was felt to be sufficient to permit

assuming that the method, used for predicting the loading and failure of 12-

in.-thick brick panel walls for Structure No. la would be applicable to load-

bearing-wall structures.

For these conditions, the incident overpressure at which failure of

Structure No. 2 could occur was approximately 11 psi for either the kiloton

or megaton weapon yields. As noted for Structure No. la, the calculated

failure overpressure for the exterior brick walls was also 11 psi.
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Fig. 16. Differential Roof Loading, Structure No. 2
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"The pressures are the same for two reasons; first, the failure criterion

"-, selected was the same for both walls; and second, it is implicit in the

methods used in this study that the load-time histories for elements

subjected to blast loads are similar, at least up to failure. However, for

the two structures under discussion, an examination of the load for the

initial 50 to 100 msec shows considerably more decay for the smaller

structure. In an attempt to estimate the effect of this difference in

decay, the impulse to failure for the 12-in.-thick brick test panels (Ref.

30) was compared with the idealized structure. It was found that the walls

for Structure No. la received approximately the same impulse at failure as

the test panel, whereas for the walls of Structure No. 2, the impulse was

only about two-thirds as great. It would appear reasonable, therefore, to

expect that the incident overpressure level required to cause gross failure

of the exterior walls for Structure No. 2 would be somewhat greater than the

11 psi calculated.

Fire Damage

Because of the combustible nature of the materials used in the

construction of Structure No.2, it is anticipated that any structure of

this type will sustain a complete burnout if subjected to any ignition,

regardless -of the source.

Fire, and Blast Damage Combined

In view •of the above discussion, there is little need for considering

the combined effects of fire and blast for this structure. That is,

regardless of the blast damage (if less than the building failure overpressure),

"an ignition of Structure No. 2 results in burnout of the shelter area.

Post-Damage Prediction Factors

The initial PF of 50 for the basement shelter in Structure No. 2

represents the lower level of protection factor of interest. Window breakage

Would occur between 1/4 and 1/2 psi. However, even though the initial PF

of the shelter is marginal, the resulting ingress would not be serious,

because of the small window area and the relatively low initial PF.

* Studies have shown that the reduction in PF for similar conditions was on
'the order of 10 to 20 percent for 2 percent ingress (Reds. 9 and 12).
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The next building damage resulting from blast was the removal of the roof due

to uplift at less than 3 psi incident overpressure. This produced some

reduction in mass thickness and decrease in PF; however, the resulting change

in PF was small (see iable 5). At an-overpressure of 3 psi the interior

partitions and the ground floor were destroyed, in which case the building

was considered to be inadequate as a shelter.

I

Table 5

BLAST DAMAGE VERSUS PF
STRUCTURE NO. 2

IncidentIncident (Resulting PF
Overpressure (psi) Basement

20 kt 1,20.Mt Failed Element Shelter

<1/4 <1/4 None, 50

1/4-- 1/2 1/4 - 1/2 NWindow 50

< 3 < 3 Roof ~50

3 3 Interior partitions <20
and ground floor

K >11 > 11 Building collapse

I

'A
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Section 4

•CONCLUSIONS AND RECOMMENDATIONS

I From the foregoing, it is apparent that the prediction of the combined

effects of nuclear weapons on the various types of NFSS shelter structures

is a difficult task, requiring individual attention to each structure.

Essentially, this is a result of the lack of definitive information for the

blast loading and response and the effect of thermal radiation on typical

multistory buildings located in city complexes. Although the applicability

I of the procedures outlined in this report is limited by the available infor-

mation, this investigation 'has emphasized a number of factors from which

general conclusions can be drawn and recommendationsi for further research

made.

I CONCLUSIONS

Due to the nature of this investigation and the limits of current

knowledge, the following conclusions must be considered as tentative.

U However, they are important for estimating the relative usefulness of

typical NFSS shelter structures for resisting the combined effects of

nuclear weapons. It can be concluded that:

I * From a consideration of the combined effects of nuclear
weapons on the three idealized building situations
examined in this investigation, it is apparent that
degradation of the protection afforded by typical NFSS
shelter areas can occur at very low overpressures. For
instance, as noted in the previous section and summarized
in Tables 3, 4, and 5, (pp. ,56, 61, and 68, respectively),
degradation of the PF of typical aboveground and basement
shelter areas occurred at overpressures as low as 1/4 psi
due-to the ingress of fallout radiation through broken
windows.

1 It -was also found that failure of conventional non-load-
bearing interior partitions in large multistory structures
with usual window openings can be expected at incident
overpressure levels of only a fe'v psi. Although not
examined specifically in this stidy, this suggests that
in addition to the hazard of a degradation of the shelter
radiation protection and fire resistance by removal of
an important barrier for the fallout shelter area,
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considerable direct blast and missile damage to shelterees
can occur at lower overpressure levels than is generally
assumed for typical NFSS shelters. Therefore, from the
damage analysis •for the building situations considered in
jthis report, it is axiomatic that to increase the protection
level of many existing shelter areas against fire and blast
would usually require extensive modification or replacement
of building components such as walls, partitions, floors,
,or frames.

9 For large multistory buildings with lightweight metal
panels and conventional interior partitions, a blast wave

of modest overpressure level could result in the destruction
of the aboveground shelter area. For the building of this
type examined in this study, failure of the exterior wall
panels, interior partitions, and suspended ceiling occurred
at a peak incident overpressure of 1-1/2 to 2 psi. Not
only was the PF of the 10th-floor shelter area found to be
unacceptable (< 20) for this level of damage, but the
existence of the area as a "designated shelter area" to
house people in the postattack environment is primarily
academic.

S• Due to their greater blast and fire resistance and high
radiation protection, basement areas of modern multistory
buildings are inherently superior to aboveground areas
as shelters. YFor the two large multistory buildings
considered, failure of the interior partiions at 2 to
2-1/2 psi incident overpressure resulted in an unacceptable
or marginal radiation protection (PF 20 to 30) for the
aboveground shelter areas. However, the basement shelters
provided more than adequate radiation protection (PF - 500)
until failure of the ground floor slab at a peak incident
overpressure of 4 to 5 psi. In addition, the 'basement
area would be shielded from the direct thermal radiation.

* Long-duration, drag-phase loadings of intermediate
magnitude from megaton-yield weapons can be a major damage
parameter (e.g., by producing gross structure response,
such.as overturning) for typical multistory buildings
with brick masonry curtain walls and conventional interior
partitions. This factor was emphasized in this study by a
consideration of the detailed blast wave interactions with
brick non-load-bearing exterior walls of the large multi-
story building having typical window openings. Because of
the relationsLip between the relatively long failure time
and the short blast wave diffraction process around the
back face of the wal-l, the incident overpressure required
to cause failure in conventional brick walls with windows
was found tobe considerably higher (about 50 percent)
than for the field test data for windowless panel walls.
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Since the failure of the exterior walls drastically modifies
the building loading, this indicates that a distinct possi-
bility exists for a gross building failure of many typAcal
NFSS shelter structures due to the drag forces at overpressure
levels insufficient to cause a failure of the exterior brick
wall panels.

* For purposes of analysis of the response of multistory
buildings to blast load, the usual assumption that the
exterior walls fail at modest overpressure levels can be
misleading for many typical multistory buildings of interest.
In the dynamic analysis of multistory structures, it is
generally assumed that the relationship between the rapidly
failing exterior wall panels and the response of the structure
is such that is is permissible to assume that the actual
time-dependent reaction of the wall can be replaced by an
impulse (e.g., see Ref. 6). However, because the unreinforced
brick curtain walls examined'in'this study failed at a higher
peak incident overpressure (11 psi) than usually assumed for
this type of construction, the arbitrary substitution of an
impulse for a more realistic wall reaction- time history
could result in large errors in the buiY- -ig analysis.

"* Shelters located in load-bearing-wall structures (non-
monumental type) with conventional roofs, floors, and
interior partitions are highly vulnerable to the individual
and combined effects of fireand air blast. This applies
to all regions subjected to direct ignitidne or fire spread
and to overpressure regions greater than a f~w psi. For
instance, the examination of the blast lc. '±ng of a 4-story,
load-bearing-wall apartment building showtd that failure of
the interior partitions and basement ceiliiqg at about 3 psi
resulted in degradation of the PF for the :basement shelter
area to less than 20. In addition, the inherent suscepti-
bility of this class of structure to complete burnout if
subjected to ignitions, regardless of source, is apparent.

" Buildings dependent upon suspended ceilings or other frangible
fire-protective coverings for a major part of their total
fire protection could be seriously damaged by the combined
effects of fire and blast at low overpressures. In this
study, it was estimated that the suspended ceilings for typi-
cal multistory buildings failed at .a peak incident overpressure
of only 1-1/2 to 2 psi. It was estimated that the removal of
the suspended ceiling reduced the fire resistance of the floor
slab from a 3-hr rating to a 1-1/2-hr rating. -Eventhough it
was not necessarily a critical factor for the particular fire-
resistant structure examined, for many structures the suspended
ceiling provides a more significant portion of the fire
resistance of the floor (Ref. 15), and its removal would
considerably alter the fire resistance of the building.

4pi
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RECOMMENDATIONS

Although reasonably detailed damage predictions can be made on an

individual basis for certain structures at the present time, a significant

improvement in prediction ability must be based on the development of

additional fundamental information. Such information is needed especially

for the development of rational methods adequate for general application

to a wide variety of structures. The approach should be to examine the

available experimental and analytical information for the purpose of both

upgrading the •interim damage prediction methods and providing guidance for

the most meaningful research program to pursue.

There are two principal problems inherent in establishing rational

methods for the prediction of air blast damage to large structures in

American cities. These are the determination of the time-dependent load

function at any point on or within the building and the establishment of

adequate failure criteria for the buildings and members of interest. The

investigation conducted under the current URS contract has emphasized the

inadequacy of generalized air blast loading schemes for use in attempting

to determine the failure loading on a >particular structural member.

Although it was necessary for the purposes of this study to utilize these

load prediction methods, certain limited modifications were employed. This

was essentially a process of applying engineering judgment to.modify, or

tailor, the generalized scheme for the investigation of a specific situation.

This procedure is only a first step toward the development of more rational

damage prediction methods, but the limited results do demonstrate a few of

the difficulties and possible errors in damage prediction that can occur-by

the application - without modification - of current generalized loading

methods, which were developed for design purposes.

Basically, the development of satisfactory air blast loading schemes

for the analysis of existing structures involves a solution to, or at least

sufficient understanding of, a number of specific problem areas, including

the following:

e Blast shielding in city complexes

* Point-by-point load distribution for large multistory buildings

--i- --
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e The effect of openings on the load distribution on multistory

buildings

* The effect of building and member orientation on the load

functions

* Load-time function on all interior building surfaces, including

the effect of failing walls

* Importance of nonideal waveforms, including the effect of
airborne debris on blast wave parameters

This study has also indicated tibe need for failure criteria that are

more reliable than those currently available for multistory structures and

structural elements. For purposes of this study, it was possible to apply

the limited data from specific nuclear field tests to obtain solutions to

idealized building situations. Although this type of extension and extrap-

olation of limited information yields reasonable damage predictions, the

j reliability, or even the limits, of the predictions are unknown. Further-

more, the ability to predict detailed damage for the wide variety of

structural systems found in NFSS buildings requires the establishment of

more reliable failure criteria for the following:

o Structural elements, including exterior walls, interior
partitions, floors, and roof slabs

o Multistory frames

* Load-bearing masonry structures

o Gross structure behavior, i.e., overturning, massive column
buckling, foundation failure, and settlement which may create
subsequent instability

The fire prediction model presented in this study was based on experi-

mental evidence obtained from fires in combustible buildings. Since it is

expected that many of the NFSS spaces are in fire-resistive construction,

the experimental studies of fires in structures need to be expanded to

include this latter type of construction.

Realistic determination of the protection factor associated with a

shelter building, as well as formulation of adequate countermeasures, requires

consideration of ingress of radioactive fallout. Since the information deter-

mined to date (both with regard to total quantity and distribution of particles)

was preliminary in nature, it is recommended that further studies in this area

be considered.
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Appendix A

TYPICAL BUILDING COMPONENTS

The following material was compiled from Refs. 43, 44, and 45 The

mass thicknesses were either obtained from Ref. 44 or calculated from

information presented in Ref. 45. These quantities were rounded off

according to the following rule: 0--20 psf round to the nearest psf,

20- 100 psf round to 5 psf, over 100 psf round to 10 psf.

r.

- , - -- - -
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MASS THICKNESS = 85 PSF

S----------•"'-SOLID BRICK
'-'•""-" •" - . 4" PLASTER

(a)

MASS THICKNESS =120 PSF

12-1/2" SOLID BRICK

* 3/4" PLASTER

(b)

MASS THICKNESS = 120 PSF

TWO 4" WYTHES OF FACE BRICKS2" RE INF.OICED CONCRETE FILL

Fig. A-I. Exterior Wall Sections
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MASS THICKNESS = 100 PSF

4AVAY3/4 C.-...MASE--

.;.'6, 12" CONCRETE BLOCK

S.... 3/4" PLASTER

* A
A'

12

(a)

MASS THICKNESS = 55 PSF

8" CONCRETE B3LOCK

3/4" PLASTER

8"

(b)

MASS THICKNESS 30 PSF

, M*
4" CONCRETE BLOCK

S3/4" PLASTER

4"

(c)

Fig. A-2. Exterior Wall Sections
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MASS, THICKNESS = 70 PSF

4" SOLID BRICK
,--- 4" CONCRETE BLOCK

S3/4" PLASTER

(a)

MASS THICKNESS = 95 PSF

4" BRICK

8" CONCRETE BLOCK

• *3/4" PLASTER

1A

(b)

MASS THICKNESS = 65 PSF

DI- 4" SOLID BRICK

4" CLAY TILE

3/4f PLASTER

(c)

Fig. A-3. Exterior Wall Sections
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.1. MASS THICKNESS = 55 PSF

- 0 4
"" _____ 4" BRICK FACE

A- AIR SPACE
t4 .

1/2" GYPSUM SHEATHING

"-t - 2 x 4 STUD 16 O.C.

ro ,1/2" GYPSUM LATH

"S. 3/4" PLASTER

(a)

MASS THICKNESS = 110 PSF

8" REINFORCED CONCRETE

-4 '3/4" PLASTER

-. A A ,°,,

~ 44

(b)

I[ MASS THICKNESS = 130 PSF

. "3/4" 'STUCCO_

S" '12" ADOBE BRICK

" -3/4" PLASTER

j -Fig. A-4'. -Exterior Wall. Sections
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(MAS'S THICKNESS WAS ASSUMED EQUAL
TO ZERO XFOR PF CALCULATIONS)

PLATE' GLASS l

ALUMINUM'MULLION

PORCELAINIZED STEEL PANEL
WITH RIGID ,INSULATION

INASS THICKNESS = 25 PSF

I ýýzz
6" GLAZED STRUCTURAL FACING TILE

I

MASS THICKNESS = 75 PSF

'REINFORCED CONCRETE TILT-UP -PIANELS I
6" THICK
BROKEN 'STONE FACES~POURED IN PLACE REINFORCED .CONCRETE COLUMNS

. AI
Fig. A-5. Exterior Wall Sections '

I
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S•MASS THICKNESS - 18 PSF

-3/4" STUCCO ON ,WIRE LATH

BUILDING PAPER

11 3/4" SOLID BOARD SHEATHING

2X4" STUDS 16" O.C.
'WOOD LATH

3/4" PLASTER

I (a)

MASS THICKNESS = 13 PSF

Z6" BEVEL SIDING

BULDN PAPER

3/4" SOLID 'BOARD SHEATHING

_ 2 x STUD- 16 O.C.

1/2" GYPSUM LATH

' p '-,3/4" PLASTER

I (b)

MASS THICKNESS = 9 PSF

I _-______ 3/16" ASBESTOS SIDING

1/2" FIBER .SHEATHING

2- x 4" STUD 16" O.C.

WOOD 'LATH"

i•:- -3/4" -PLASTER,I- I -
I • (c)

ii () Fig. -A-6. '-Interior -Wall Sections

I
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MASS THICKNESS = 45 PSF

" 91 ',3/4" PLASTER

6" CONCRETE BLOCK

3/4" PLASTER

(a)

MASS THICKNESS = 40 PSF

SS.4

3/4" PLASTER

"' ' 4" CONCRETE BLOCK

• . 3/4" PLASTER

(b)

MASS, THICKNESS = 30 PSF

- 3/4" PLASTER

"IV 4" CLAY TILE

":zi * 3/4" PLASTER

(c)

Fig. A-7. Interior Wall Sections

,



IRS 658-3 A-9

MASS THICKNESS = 20 PSF

6-- •__ 3/4" PLASTER

S- 2" SOLID GYPSUM BLOCK

S* 3/4" PLASTER

(a)
MASS THICKNESS = 18 PSF

n-- -3/4" PLASTER

-METAL LATH

-- 1 --- LIGHTWEIGHT STEEL STUD

4>°

(b) 4
"MASS THICKNESS = 20 PSF

"2" SOLID PLASTER
A METAL LATH

(c)

MASS THICKNESS = 5 PSF

U- 1/2" GYPSUM WALLBOARD

2 x 4" STUD 16" O.C.

1/2" GYPSUM WALLBOARD

(d)

Fig. A-8. Interior Wall Sections

I;L



MASS THICKNESS = 17 PSF

I - , ... . . . . . . .,,.

LIGHTWEIGHT STEEL JOISTS

STEEL CHANNEL

METAL LATH & PIASTER

(a)

MASS THICKNESS = 15 PSF

WIRE HANGER

"1-1/4" STEEL CHANNEL

3/4" STEEL CHANNEL

. .. .METAL LATH & PLASTER

(b)

CEILING MASS THICKNESS 8 PSF

R/C FLOOR PERMANENTMETAL FORM

IMTAL LATH
IATTACHED TO

AND PLASTER PI J
CONTACT CEILING - REMOVABLE FORMS

(c)

Fig-. A-9. Sections of Typical Ceilings
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MASS THICKNESS =35 PSF

BUILT-UP ROOFING

POURED GYPSUM DECK

GYPSUM FORM BOAR])

OPEN WEB STEEL JOIST

(a)

__________________ MASS THICKNESS =85 PSF

'CORRUGATED METAL FORM

1"OPEN WEB JOIST

Fig. A-10. Roof or Floor Sections
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MASS THICKNESS = 45 PSF MASS THICKNESS,= 60 PSF

RE INFORCED CONCRETE FLOOR

REINFORCED CONCRETE JOIST

CLAY TILE FILLER

(a)

MASS THICKNESS = 100 PSF

PRESTRESSED CONCRETE HOLLOW CORE SLAB WITH COMPOSITE
CONCRETE FILL, SPAN 28', 100 PSF LIVE LOAD

(b)

MASS THICKNESS =50 PSF
"__________________I

i:• ': . •', .• '. A ' i ' , "• • "•'J Ig .'" °' ,. .. •.-. .. 4 A ,. '#',, . '• ''.4'
.... I ";" ._. ,a:...,"/ ,; •,/ .,. '•.. ,.•.,,•,. ,. • '" ..- ; " "..,.,;: "• ... •'R-:.

--','" ~ ~ w6wA RENORE C:,:".•."." "'" ,ONCR.ET ......E-SL...A"B'..

-- RIFig. E A-11. RoofTE FloorSetos
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LIGHTWEIGHT CONCRETE FILL

CONCRETE FLOOR

STEEL DECK

MASS THICKNESS = 25 PSF

5, PLY. BUILT-UP- ROOFING
2" R IGID INSULATION, WITH VAPOR BARRIERt
LIGHTWEIGHT REINFORCED CONCRETE ON
CORRUGATED STEEL DECK
SPAN 6'

MASS THICKNESS = 30 PSF

5 PLY BUILT-UP ROOFING
3"~ wLsUIATIN CONCRET
STANDARD CORRUFORIM

Fig. A-12. 'Roof or Floor Sections
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MASS THICKNESS = 30 PSF" (EST.)

5 PLY BUILT-UP ROOFING'

2" RIGID INSULATION, WITH VAPOR BARRIER
7-1/2" STEEL DECKING, SPAN 28'

MASS THICKNESS = 25 PSF (EST.)

5 PLY BUILT-UP ROOFING
2" RIGID INSULATION, WITH VAPOR BARRIER
4-1/2" STEEL DECKING, SPAN 16'

MASS THICKNESS 20 PSF (EST.)

5 PLY BUILT-UP ROOFING
2" RIGID INSMJLATION', WITH VAPOR BARRIER
1-1/2" RIBBED STEEL DECKING, SPAN 8'

,Fig. A-13., Roof Sections
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CERAMIC TILE

SETTING BED

WATERPROOF MEMBRANE

PLYWOOD SUBFLOOR

WOOD JOIST

MASS THICKNESS = 30 PSF

7717. " '7li77 GYTSUM LATH

PLASTER

25/32 HARDWOOD FLOORING

BUILDING PAPER

3/4" SOLID BOARD SUBFLOOR

WOOD JOIST

&MASS THICKNESS = 6 PSI'

GRAVEL

4 PLY 15"" FELT

'BUILDIWI PAPER

SOLID BOARD SHEATHING

RAFTER

MASS THICKNESS = 7 PSF

Fig. A-14. Roof or Floor Sections
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Appendix B

SSAMPLE CALCULATION - ROOM PRESSURE BUILDUP

NOTATION

g pso Peak side-on overpressure

P S Side-on overpressure varying with time

1Pdo Peak dynamic pressure

Pd. Dynamic pressure varying with time

SPr Reflected pressure

U Shock front velocity

t t Duration of positive overpressure phase

t Time measured from instant of initial contact of blast wave with
front face

ti Clearing time, front face

Cd Drag coefficient

P 4  Overpressure in chamber

C Experimental function

H Building height

B Building width

L Building length

Room length

A Window area
w

AB Building area

V Room volume

S H or B/2, whichever is less
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PROBLEM

To determine the overpressure causing fAilure of the 4-in, masonry interior

partitions for Structure No. la (see Figs. 10-12, Section 3).

BLAST PARAMETERS

PSO = 2.0 psi

pdo = 0*1 psi

Pr = 4.2 psi

t+ = 1.2 sec, 20 kt; 11.5 sec, 20 Mt

ti = 350 msec

U = 1,180 fps

BUILDING PARAMETERS

Iq = 144 ft

W = 300 ft

L = 56 ft

,1 = 20 ft

A -0 .30 5

S -=1:44, ft

FAILURE PRESSURE

p n 4 psi, for 4-in.-thick masonry interior partition With- 3/4-in. plaster.

ROOM PRESSURE*

A At

for

A = 72 ft 2

V = 4,400 ft

* Average chamber pressure as determined by the method presented in Ref. 28. 2
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At = 0.010 sec,

4 = 0.164 x 10-3C

20 kt

S~C
t PP 4  PP 4  (Fig. B-1)

0 4.2 0 4.2 9,500 1.6

0.010 4.1 1.6 2.5 6,000 1.10

0.020 4.0 2.6 1.4 3,500 0.6

0.030 3.9 3.2 0.7 1,500 0.2

0.040 3.8 3.4 0.4 1,100 0.2

0.050. 3,.8 3.6 0.2 500 0.1

0.060 3.7 3.7

20 Mt

0 4.2 0 4.,2 9,500 1.-6

0.010 4.1 1.6 2.5 6,000 1.0

"0. 020 4.1 2.6, 1.5 3,700 0.-6-

0.,030 4.0 3.2 0.8 2,100 0.3

0.040 4.0 3.5 0.5 1,200 0.2

0.050 3.9 3.7 0,2 '500 0.1

0.060 3,.8 3.8

From the above calculations and Fig. B-2, it can be seen that the interior

room pressure would equal the 4-psi- fallure pressure at slightly greater than

2 psi incident overpressure level. Therefore, it can be co0ncluded that the

partitions for Structure No. la would fail at .a peak incident overpressure

betweeln 2-and 2.-5 psi'.
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260X,10 3

25 x 103

15 x 14

5 lx 103

05 -10 15

i.B"i. -C Versusý Pressue -Differentiali Between Ap~plied Wave
'and 'Chambeý -(From. Ref,. 28)
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4

" 3 Exterior Front
A Face Pressure

9 20 Mt

p4~ 2

20 kt

0 100 0 30Qo0 t1  400

Time (msec)

Fli:. B-.2 Room Pressure Buildup, Structure No. la
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Summary

Summary Report

of

COMBINED EFFECTS OF NUCLEAR
WEAPONS ON NFSS TYPE STRUCTURES

INTRODUCTION

The primary objective of this program was to examine and evaluate the

protection afforded by the types of structures found in the National Fallout

Shelter Survey (NFSS) against the combined effects of nuclear weapons. Since

a major criterion for the designation of the NFSS structures was the radiation

protection factor (PF) of the structure,, the approach adopted in this inves-

tigation was to examine how alteration caused by air blast and fire damage

affected the PF for idealized building situations. To accomplish this, interim

techniques were developed for estimation of the air blast and fire damage to

selected types of structures.

PREDICTION TECHNIQUES

Protection Factor Prediction

The PF's for structures investigated in this program were calculated in

the usual manner by the Office of Civil Defense Engineering Method. The procedure

adopted was to first calculate the PF for the undamaged structure, then to

estimate the air blast and fire damage, and finally to recalculate the PF for

the altered structure. Because of the nonuniform condition of 'a partially

damaged structure and to simplify the PF calculations, it was assumed that when

the applicable failure criteria were satisfied, the components of interest were

completely removed. In addition, because of the paucity of informationregarding

- distributional patterns for the ingress fallout radiation, it was assumed in

the present study that the particles were distributed uniformly over the floor.

Generally, the error due to this assumption-should-be less than the error inherent

in the assumption of the magnitude of the average-interior mass louding. Because

Sof the lack of sufficient information regarding the magnitude of the average

density of ingress to be expected for the conditions examined in •this investigation,

it was assumed that the ingress was 10 percent of the exterior deposit.



Fire I~ui~ rdcion 'Model

To estimate the. post-fire condition of the .selcted .stuctures, a method

was adopted, which was based on existing, information-and, consisted, essentially,

of comparing, theduration of the peak firt* ;wth th- time of penetration of the

walls, floors, 'cil-ings, and 'dors. Yioln-ah examination of experimental studies

conducted by others, it was concluded that the time for penetration was approx-

imately equal to the standard rated fire resistance. For this investigation,

therefore, the duration of the peak fire, D, was calculated from the following

equation:

0.5 W
R

[ where W is the total weight of fuel (lb) and R is the mean burning rate (lb/min).

In an actual situation, ignition points within the building are obtained

from an initial ignition model, and the fire history within the entire building

then determined. If the bai-riers :forming the initial fire areas are of sufficient

resistance to contain the fire, then the ftire history will ,be limited. However,

if penetration of these barriers does occur, then. the next area involved would

have to be analyzed-to determine if it could contain the fire. Since, in the

examples in the text, the locations of ignitions were unknown, fires were

arbitrarily-assumed in the rooms with windows, and the resistance of these areas

was determined and assumed to apply throughout the building. This is adequate

to, demonstrate the protection level sensitivity for uniform construction and

fire loading.

If thefstrudture of interest is in the range of significant blast damage,,

then certain parameters in the fire damage prediction model must be altered.

For instance, the fire resistance of Various components can be reduced, or the

fire load increased, by the removal of fireproof protective materials by direct

air ,blast or by blast-generated missiles.

Air Blast. Damage Prediction

To predict the incident overpressure level at which damage to various

structural components occurs requires the determination of the time-dependent
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load function at any point on or within the building and the establishment of

adequate failure criteria for the buildings and members of interest. It was

found (luring this program that the conventional air blast load prediction methods

were often inadequate for the determination of damage to multistory buildings

in city complexes. This inadequacy results primarily from the fact that the

blast load prediction schemes were developed for the design of structures to

be located in a nuclear blast environment. For such purposes, certain simplifying

assumptions for estimating the unknown factors were justified, since they

generally result in adequate structures. Unfortunately, for damage prediction

purposes, the application of the design methods without due consideration for

the original assumptions can result in large errors. For this study, an attempt

was made to utilize, wherever possible, the conventional loading schemes used

in design and to modify these procedures to reflect the available experimental

information.

In addition to the determination of the air blast loading, another important

aspect of damage prediction is a knowledge of the failure loading for each

structure and element of interest. The procedure adopted was to utilize the

readily available failure information from nuclear field tests and laboratory

experiments to obtain solutions to the selected idealized building situations.

FINDINGS

During the current program, damage predictions were made on three struc-

tures in the two major categories of multistory frame and load-bearing-wall

structures in order to illustrate the combined effects on typical structures.

The buildings selected for detailed investigation were two typical 12-story,

steel-frame office buildings (one with brick and one with lightweight-metal

exterior walls) and a 4-story, brT-ik load-bearing-wall building. The procedure

for determining the protection level sensitivity of the structures was to first

estimate the blast damage which occurs to each structure as a result of increasing

levels of overpressure; second, to estimate the fire damage; and finally, to

evaluate the change of PF of each building as a result of the estimated blast

and fire damage. The change in PF was the criterion adopted in this study to
demonstrate the sensitivity of the structures to the effects of nuclear weapons.
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However, it is well to keep in mind that the use of the PF as a basis for

comparison has certain shortcomings. For instance, as the overpressure level

is increased, the resulting change in PF does not necessarily indicate the

extent of the damage to the structure or the shelterees. In fact for certain

situations, severe damage to the structural elements can occur without

appreciably affecting the PF. Also, a marked reduction in the fire resistance

can be produced by removal of some elements but with negligible effect on the

PF.

A summary of the damage to the structures for increasing incident over-

pressure levels up to 15 psi from 20-kt and 20-Mt nuclear weapons, together

with the change in the PF of the shelter areas, is presented in the following

three tables.

Table 1

BLAST DAMAGE VERSUS PF

(12-Story, Steel-Frame Building With Brick Exterior Walls)

Incident Resulting PF
Overpressure (psi) Basement 10th-Floor
20 kt 20 Mt Failed Element Shelter Shelter

<1/4 <1/4 None >3,000 350

-1/4 -1/4 Window 1,500 85

1-1/2 to 2 1-1/2 to 2 Suspended 1,500 85
ceiling

2 to 2-1/2 2 to 2-1/2 Interior 550 30
partition

5 4 Ground-floor <20 <30
slab

10 Possible - -

building
collapse

11 11 Exterior wall <20 <20

>15 Building -

collapse

• ,,' -- :• i:' • .. .. • , '• .
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Table 2

BLAST DAMAGE VERSUS PF

(12-Story, Steel-Frame Building With Lightweight-Metal Exterior Walls)

Incident Resulting PF
Overpressure (psi) Basement 10th-Floor
20 kt 20 Mt Failed Element Shelter Shelter

<1/4 <1/4 None 1,600 130

-1/4 -1/4 Window 1,000 60

1-1/2 to 2 1-1/2 to 2 Suspended '-1,000 -60

ceiling

<2 <2 Exterior wall -1,000 54

2 2 Interior 480 <20
partition

5 4 Ground- floor <20 <20

slab

>15 >15 Building - -

collapse

Table 3

BLAST DAMAGE VERSUS PF

(4-Story, Masonry Load---earing-Wall Apartment Building)

Incident Resulting PF

Overpressure (psi) Basement

20 kt 20 Mt Failed Element Shelter

<1/4 <1/4 None 50

1/4 to 1/2 1/4 to 1/2 Window 50

<3 <3 Roof -50

3 3 Interior partitions <20
and ground floor

>.L! >11 Building collapse
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CONCLUSIONS

Due to the nature of this investigation and the limits of current

knowledge, the following conclusions must be considered as tentative. However,

they are important for estimating the relative usefulness of typical NFSS

shelter structures for resisting the combined effects of nuclear weapons. It

can be concluded that:

"* From a consideration of the combined effects of nuclear weapons on
the three idealized building situations examined in this investiga-
Lion, it is apparent that degradation of the protection afforded by
typical NFSS shelter areas can occur at very low overpressures. For
instance, as noted in the previous section and summarized in the
foregoing tables, degradation of the PF of typical aboveground and
basement shelter areas occurred at overpressures as low as 1/4 psi
due to the ingress of fallout radiation through broken windows.

" It was also found that failure of conventional non-load-bearing
interior partitions in large multistory structures with usual window
openings can be expected at incident overpressure levels of only a
few psi. Although not examined specifically in this study, this
' iggests that in addition to the hazard of a degradation of the

,•elter radiation protection and fire resistance by re:ioval of an
-portan* barrier for the fallout shelter area, considerable direct

blast and missile damage to shelterees can occur at lower overpressure
levels than is generally assumed for typical NFSS shelters. Therefore,
from the damage analysis for the building situations considered in
this report, It is axiomatic that to increase the protection level of
many existing shelter areas against fire and blast would usually
require extensive modification or replacement of building components
such as walls, partitions, floors, or frames.

"* For large multistory buildings with lightweight metal panels and
conventional interior partitions, a blast wave of modest overpressure
level could result in the destruction of the aboveground shelter area.
For the building of this type examined in this study, failure of the
exterior wall panels, interior partitions, and suspended ceiling
occurred at a peak incident overpressure of 1-1/2 to 2 psi. Not only
was the PF of the 10th-floor shelter area found to be unacceptable
(<20) for this level of damage, but the existence of the area as a
"designated shelter area" to house people in the postattack environment
is primarily academic.

"* Due to their greater blast and fire resistance and high radiation
protection, basement areas of modern multistory buildings are inherently
superior to aboveground areas as shelters. For the two large multistory
buildings considered, failure of the interior partitions at 2 to 2-1/2
psi incident overpressure resulted in an unacceptable or marginal

* . - -- nv.
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radiation protection (PF 20 to 30) for the aboveground shelter areas.
However, the basement shelters provided more than adequate radiation
protection (PF -500) until failure of the ground-floor slab at a peak
incident overpressure of 4 to 5 psi. In addition, the basement area
would be shielded from the direct thermal radiation.

" Long-duration, drag-phase loadings of intermediate magnitude frnm
megaton-yield weapons can be a major damage parameter (e.g., by
producing gross structure response, such as overturning) for typical
multistory buildings with brick masonry curtain walls and conventional
interior partitions. This factor was emphasized in this study by a
consideration of the detailed blast wave interactions with brick non-
load-bearing exterior walls of the large multistory building having
typical window openings. Because of the relationship between the
relatively long failure time and the short blast wave diffraction
process around the back face of the wall, the incident overpressure
required to cause failure in conventional brick walls with windows

was found to be considprably higher (about 50 percent) than for the
field test data for windowless panel wails. Since the failure of the
exterior walls drastically modifies the building loading, this indicates
that a distinct possibility exists for a gross building failure of
many typical NFSS shelter structures due to the drag forces at over-
pressure levels insufficient to cause a failure of the exterior brick
wall panels.

"a For purposes of analysis of the response of multistory buJidings to
blast load, the usual assumption that the exterior walls fail at modest
overpressure levels can be misleading for many typical multistory
buildings of interest. In the dynamic analysis of multistory structures,
it is generally assumed that the relationship between the rapidly
failing exterior wall panels and the response of the structure is such
that it is permissible to assume that the actual time-dependent reaction

of the wall can be replaced by an impulse (e.g., see Ref. 6). However,
because the unreinforced brick curtain walls examined in this study
failed at a higher peak incident overpressure (11 psi) than usually
assumed for this type of construction, the arbitrary substitution of an
impulse for a more realistic wall reaction-time history could result
in large errors in the building analysis.

o Shelters located in load-bearing-wall structures (non-monumental type)
with conventional roofs, floors, and interior partitions are highly
vulnerable to the individual and combined effects of fire and air blast.
This applies to all regions subjected to direct ignitions or fire spread
and to overpressure regions greater than a few psi. For instance, the
examination of the blast loading of a 4-story, load-bearing-wall apartment
building showed that failure of the interior partitions and basement
ceiling at about 3 psi resulted in degradation of the PF for the basement
shelter area to less than 20. In addition, the inh rent susceptibility
of this class of structure to complete burnout if subjected to ignitions,
regardless of source, is apparent.
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• Buildings dependent upon suspended ceiling or other frangible fire-
zprotective coverings for a major part of their total fire protection
-could be seriously damaged by the combined effects of fire and blast
at low overpressures. In this study, it was estimated that the
suspended ceilings for typical multistory buildings failed at a peak
incident overpressure of only 1-1/2 to 2 psi. It was estimated
that the removal of the suspended ceiling reduced the fire resistance
of the floor slab from a 3-hr rating to a 1-1/2-hr rating. Even
though it was not necessarily a critical factor for the particular
fire-resistant structure examined, for many structures, te suspended
ceiling provides a more significant portion of the fire resistance
of the floor (Ref. 15), and its removal would considerably alter
the fire resistance of the building.

RECOMMENDATIONS

Although reasonably detailed damage predictions can be made on an indi-

vidual-basis for certain structures at the present time, a significant improve-

mefnt in prediction ability must be based on the development of additional

fundamental information. Sudh- information is needed especially for the devel-7

opment of rational methods adequate for general application to a wide variety

,of structures-. The approach should be to examine the available experimental

and analytical information for the purpose of both upgradihg the' interim

damage prediction methods and providing guidance for the most meaningful

research program, to pursue.

There are two principal problems inherex.t in establishing rational methods

for the predhdti-in 6f air blast damage to large structures in American cities.

These are tle determination of the time-dependent load function at any point

on or within the building and the establishmentof adequate failure criteria

for the buildings -and members of interest. The investigation conducted under

the current URS contract has emphasized the inadequacy of generalized air blast

loacing 'schemes for use in attempting to determine the failure loading on, a

particular structural member. Although it was necessary for the purposes of

this study to uitilize these load prediztion methods, certain limited, mdifications

were employed. This was essentially a process of applying engineering judgment

to modify, or tailor, the generalized Schemv for the investigation of a specific

situation. This pr'ocedure is only a first step toward the development of more
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rational damage prediction- methods, but the limited results do demonstrate

a few of the difficulties and possible errors in damage prediction that can

occur by the application - without modification - of current generalized

loading methods, which were developed for design purposes.

Basically, the development of satisfactory air blast l':ading schemes

for the analysis of existing structures involves a solution to, or at least

sufficient understanding of, a number of specific problem areas,, including

the following:

"* Blast shielding in city complexes

"* Point-by-point load distribution-for large multistory buildings

"* The-effect of openings on the 'load-distribution on multistory

buildings

"* The effect of building and member orientation on. the load functions

o- Load - time function on all interior building surfaces, including
the effect of failing'walls

* Importance of nonideal waveforms, including the effect of airborne
debris on blast wave parametersý |

This stuk has also indicated the need-for failure criteria that are-

more reliable than those currently available for -mu-ltistory structures and,

structural elements. For purposes of this study, it was possible to apply

the limited data from -specific nuclear field. tests to obtain solutions to,

idealized building situations. Although this type-of extension and ex-

trapolation of limited'information yields reasonable damage predictions, the

reliability, or eVen- th& limits, qf the predictions are unknown. Furthermore,

the ability -to predict detailed damage for- the wide variety of structural

systems found in NFSS buildings requires the establishment of more reliable

failure criteria for the following:

o Structural elements, including exterior walls, interior
partitions, floors, and-roof slabs

* Multistory frames

o- Load-bearing ,masonriy structures

o Gross,-structure behavior, i.e., overturning, massive-column bucklinig,
foundation failure, and settlement which may create subsequent
instability•
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The fire prediction model presented in this study was based on experi-

mental evidence obtained from fires in combustible buildings. Since it is

expected that many of the NFSS spaces are in fire-resistive construction,

the experimental studies of fires in structures need to be expanded to

include this. latter type of construction.

Realistic determination of the protection factor associated with a

shelter building, as well as formulation of adequate countermeasures, requires

consideration of ingress of radioactive fallout. Since the information-de-

termined to date (both with regard to total quantity and distribution of

particles) was preliminary in nature, it is recommended that further studies

in this area be considered.

Iz

$m~ • m
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